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Abstract 
After decades of rapid development, the absence of moving parts in the cold 
head, low vibration, long lifetime and high reliability, pulse tube refrigerators are the 
most promising cryo-coolers. Because of these momentous advantages, they are widely 
used in Superconducting Quantum Interference Devices (SQUIDs), cooling of infrared 
sensors, low noise electronic amplifiers, missiles and military helicopters, 
superconducting magnets, liquefaction of gases, gamma ray spectrometers, liquefaction 
of gases, X-ray devices and high temperature superconductors etc. It has also got wide 
applications in preservation of live biological materials as well as in scientific equipment. 
It is essential to accurate modelling of the pulse tube cryocooler and predicts its 
performance, thereby arrive at optimum design. At the current stage of worldwide 
research, such accurate models are not readily available in open literature. Further, the 
complexity of the periodic flow in the PTR makes analysis difficult. Although different 
models are available to simulate pulse tube cryocoolers, the models have its limitations 
and also range of applicability. In order to accurately predict and improve the 
performance of the PTR system a reasonably thorough understanding of the thermo 
fluid- process in the system is required. One way to understand the processes is by 
numerically solving the continuum governing equations based on fundamental 
principles, without making arbitrary simplified assumptions. The recent availability of 
powerful computational fluid dynamics (CFD) software that is capable of rigorously 
modelling of transient and multidimensional flow and heat transfer process in complex 
geometries provides a good opportunity for analysis of PTRs. 
Performance evaluation and parametric studies of an Inertance tube pulse tube 
refrigerator (ITPTR) and an orifice pulse tube refrigerator (OPTR) are carried out. The 
integrated model consists of individual models of the components, namely, the 
compressor, after cooler, regenerator, cold heat exchanger, pulse tube, warm heat 
exchanger, inertance tube or orifice, and the reservoir.  
In the first part of the study, the commercial CFD package, FLUENT is used for 
investigating the transport phenomenon inside the ITPTR. The local thermal equilibrium 
and thermal non-equilibrium of the gas and the matrix is taken into account for the 
modelling of porous zones and the results are compared. 
 vii 
 
The focus of the second part of the study is to establish the most important 
geometrical dimension and operating parameters that contribute to the performance of 
ITPTR and OPTR. 
The numerical investigation procedure for these investigations is conducted 
according to the Response surface methodology (RSM) and the results are statistically 
evaluated using analysis of variance method. Finally a multi-objective evolutionary 
algorithm is used to optimize the parameters and for an optimized case the phasor 
diagram is discussed. 
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Figure 1.5 Schematic diagram of basic pulse tube refrigerator 
 
Figure 1.6 Schematic diagram of orifice pulse tube refrigerator 
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To reduce this phase difference between the pressure and the mass flow rate to 
a value below 90o, it needs an orifice valve and a reservoir after the hot end of pulse 
tube. This innovative concept was proposed by a Russian researcher Mikulin et. al. [5] 
in 1984. He added an orifice valve and a buffer volume after the hot end of pulse tube 
of the BPTR and named it Orifice Pulse Tube Refrigerator (OPTR) as shown in Figure 
1.6. This device produced a better favorable phase difference than BPTR, subsequently 
a much lower temperature and higher COP was achieved. A lower temperature of 60 K 
in single stage and 20 K in multi stage was achieved using OPTR. There also few 
limitations associated with OPTR. The major one is the mass flow rate always lead the 
pressure in the limiting case, the mass flow rate and pressure wave may be in phase 
with one another. This limitation does not allow the optimal phase to be achieved in 
which the pressure would lead the mass flow rate at the inlet to the expansion space. 
One more major limitation is that the large volume of gas without cooling effect flows 
through the regenerator into pulse tube. This was well discussed by Zhu et al. [6] and 
also suggested that this unwanted mass flow at the hot end of the pulse tube is very 
small compared to that at the cold end, so the gas at the hot end does almost the 
maximum work and the mass at the cold end does not do the maximum work which 
was contrary to the desired set-up. To solve this problem a bypass was connected from 
hot end of pulse tube to inlet of regenerator and it was able to increase the 
refrigeration power per unit mass flow rate through the regenerator. This type of pulse 
tube refrigerator was named as double inlet pulse tube refrigerator (DIPTR) as shown in 
Figure 1.7. A lower temperature of 41 K was achieved using the DIPTR model compared 
to the OPTR model and also the rate of temperature drop in the DIPTR model is higher 
than that of OPTR.  
There found a slow oscillation of the cold end temperature by several minutes in 
a DIPTR. This temperature instability at the cold end was due to circulating gas flow 
through the regenerator and pulse tube, the so-called DC gas flow.  
The orifice valve of the OPTR was replaced by a long thin tube called the 
inertance tube by Kanao et al. [7], shown in Figure 1.8. An inertance tube is simply a 
long and narrow tube that imposes a hydraulic resistance and causes a basically 
adjustable delay between the pressure responses of the pulse tube and the reservoir. 
By employing an electrical analogy, Roach and Kashani [8], and Iwase et al. [9] have 
described the inductance added by the inertance tube allows for an improved power 
transfer in the pulse tube. 
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secondary orifice adjusted to an optimal value. The secondary orifice allows a small 
fraction (about 10%) of the gas to pass directly between the compressor and the warm 
end of the pulse tube, thereby bypassing the regenerator. This bypass flow is used to 
compress and expand the portion of the gas at the warm end of the pulse tube that 
always remains at warm temperature. The bypass flow reduces the flow through the 
regenerator, thereby reducing the regenerator loss. 
1.4.4 Inertance Tube pulse tube Refrigerator 
Lastly invented PTR is the inertance tube pulse tube refrigerator (ITPTR) as 
shown in Figure 1.8. In this type of PTR, the orifice valve is replaced by a long, thin 
inertance tube having a very small internal diameter and adds reactive impedance to 
the system. The implementation of the inductance phenomenon generates an 
advantageous phase shift in pulse tube and produces an improved enthalpy flow. 
Studies show that use of the inertance tube is significantly beneficial for large-scale 
pulse tubes operating at higher frequencies. 
On the way of geometrical shape and arrangement of components of pulse tube 
refrigerators are classified into three types. They are linear type PTR; U type PTR and 
coaxial type PTR. The details about these three major single stage PTRs configurations 
are discussed below. 
1.4.5 Linear type PTR 
In a linear type or inline configuration PTR as shown in Figure 1.10 (a), all the 
components starting from the regenerator to the reservoir are placed in a straight line. 
Since the absence of curve path flow losses is minimum in this type of configuration, 
hence this type of PTR is often preferred where high performance is required. The 
limitation associated with this configuration is that the cold end is situated in the middle 
of the assembly, which makes it difficult to access, and also it requires more space. The 
best arrangement for mounting the PTR in the vacuum chamber is with the hot end of 
the tube, where heat is released to the environment. 
1.4.6 U-shape type PTR 
The U-type configuration of PTR is compact in size and allows easy access to the 
cold end of the PTR. U-type configuration PTR, shown in Figure 1.10 (b) is made by 
bending the PTR at the cold end of the regenerator and the pulse tube. Both hot ends 
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regenerator walls are separated by providing a thermal insulation between them. Figure 
1.10 (d) shows the all components of an annular PTR. 
1.4.9 Four valve and five valve PTR 
In four valve pulse tube refrigerator there is no reservoir at the hot end.  The 
low pressure and high pressure from the compressor by valves are directly connected to 
the hot end, which are opened and closed by a timing mechanism and adjusted for 
optimum performance. Figure 1.11 (a) shows the schematic diagram of the four valve 
pulse tube refrigerator. The opening and closing times of the orifice at the hot end of 
the tube are synchronized with the pressure wave in the tube and adjusted for optimum 
performance of the system. In five valve pulse tube refrigerator (Figure 1.11 (b)) there 
is a reservoir added at the hot end through an extra valve in a four valve PTR. These 
types PTR can be able to diminish the DC flow. The five valve pulse tube refrigerator 
can produce higher cooling power than other single stage G-M configuration. But the 
limitation associated with the valves life period and, it also very complex in 
configuration and operation.  
1.4.10 Active Buffer PTR 
The Figure 1.12 ( Zhu et al. [11]) shows  the schematic diagram of the active 
buffer pulse tube refrigerator (ABPTR) with ‘n’ numbers of buffers.  It is generally used 
to increases the efficiency. Two or more buffers are connected, to decrease the loss 
through the high pressure valve and the low pressure valve at the warm end of the 
pulse tube through on/off valves. The ABPTR contains a regenerator, a pulse tube, a 
low pressure valve, a high pressure valve, on/off valves and buffers. The high pressure 
valve and the low pressure valve are connected to the high pressure side and the low 
pressure side of the compressor simultaneously. In the Figure 1.12 the heater at cold 
end is used for heat load measurments. The cooler at hot end refers to water cooling 
measurements. 
 The gas in the buffers lets the pressure in the pulse tube increase to near the 
high pressure before the high pressure valve is opened. After the high pressure valve is 
closed, the gas in the pulse tube expands adiabatically to near the low pressure. Then 
the low pressure valve is opened. So the irreversible loss through the high pressure 
valve and the low pressure valve decreases significantly compared to previous pulse 
tube refrigerators. 
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Figure 1.14 Schematic diagram of V-M type pulse tube refrigerator [12] 
In thermal coupling the two stages concurrently exist and a special thermal bus 
connection is made between the cold heat exchanger of the first stage and the 
aftercooler of the second stage. The second stage has a pre-cooling regenerator 
between the compressor end and the aftercooler of the second stage. This regenerator 
produces heat that must be absorbed by the first stage, hence the first stage have a 
heat life capacity larger than that the amount that must be absorbed from the 
precooling regenerator. This coupling scheme allows for the second stage warm 
temperature to be that of the first stage cold temperature. 
In fluid coupling the flow of working fluid literally splits, for example: flow 
between the cold heat exchanger and corresponding pulse tube gets split where a 
portion of the mass flow travels to the pulse tube and the remaining mass flow visits 
another regenerator, which is the entrance of the second stage. 
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Figure 1.15 Multi-stage PTR (a) two Stage [13],  (b) three stage [14]. 
1.4.14 Pulse tube refrigerator with ‘L’ type pulse tube  
The ‘L’ type pulse tube can simplify the cold end structure and increase the 
symmetry of the PTR. The limitation of this type PTR is due to the relatively large wall 
thickness of the ‘L’ type pulse tube at the cold end affect the cold end temperature of 
the system. The Figure 1.16 shows the schematic diagram of the ‘L’ type pulse tube 
PTR. 
1.4.15 DIPTR with a diaphragm configuration 
The double-inlet pulse tube refrigerators with a diaphragm configuration can 
able to suppress DC gas flow. It is composed of two flanges with a cone-shaped hollow 
and a circular diaphragm made of polyethylene film. The size of diaphragm controls the 
gas displacement volume. Diaphragm configuration suppresses DC gas flow and 
increases the cooling performance of the refrigerator. Figure 1.17 shows the schematic 
diagram of DIPTR with a diaphragm configuration. 
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3. During depressurisation the gas parcel undergoes adiabatic expansion and 
moves towards the cold heat exchanger from point 3 to point 4 in the cycle. The 
temperature of gas parcel decreases.   
 
4. The parcel becomes stationary at the cold end. The wall transfers heat to the 
gas parcel at the left side cold end with an increase in gas parcel temperature 
and the cycle moves from point 4 to point 1. 
 
However, the heat is transferred from the cold end to hot end (left side to right 
side). The process of surface heat pumping happens at all points between the hot heat 
exchanger and the cold heat exchanger synchronously and the heat is pushed from the 
cold heat exchanger to the hot heat exchanger. 
1.5.2 Enthalpy flow model 
The enthalpy flow theory can easily applied to different components in a pulse 
tube refrigerator individually. The cyclic averaged enthalpy flows at different locations 
along the pulse tube can be calculated by an integration of the governing equations. 
Using enthalpy flow model  Radebaugh et al. [10] compared different types of pulse 
tube refrigerators. In this model, time-averaged enthalpy flow in the pulse tube and the 
resultant refrigeration effect are calculated. This theory was developed to explain the 
cooling performance in orifice pulse tube refrigerator. It was proposed that the phase 
shift between pressure and velocity plays an important role in the cooldown, while the 
surface heat pumping is minimal in the orifice pulse tube refrigerator. Phasor analysis 
was developed based on this theory, depending on the first law of thermodynamics to 
explain the effect of the various parameters on the performance. 
1.5.3 Thermoacoustic theory 
In thermoacoustic devices work flow, heat flow and their mutual conversion is 
possible. A prime mover converts heat flow to work flow and the refrigerator converts 
work flow to heat flow. The thermoacoustic device basically contains two media, fluid 
and solid. The fluid is oscillating in nature and the solid is the matrix of a regenerator or 
wall of a pulse-tube or plate.  If there is a large temperature gradient inside a tube 
closed at one end, the gas inside the tube starts oscillating. Similarly an oscillating gas 
inside a closed tube will produce a temperature gradient across the ends. The 
compressor is considered as a device to generate time-averaged work flow towards the 
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cooling or air cooling. Due to the porous nature, such heat exchangers allow easy 
passage of the working gas for heat removal. The cooling load is given at the cold heat 
exchanger. 
 Pulse Tube 
Pulse tube is a hollow cylindrical tube made up of stainless steel in which enthalpy 
flows from the cold end to the hot end in the form of heat. It is situated after the 
regenerator cold end.  
 Phase shifter 
To get on favorable phase shift between mass flow rate and the pressure wave, 
various types of phase shifters are used, such as orifice valve and inertance tube. These 
are placed between the hot end heat exchanger of pulse tube and reservoir. By 
adjusting the orifice diameter or the inertance tube length and diameter, the required 
phase relationship can be achieved. The inertance tube is a long thin cylindrical tube 
whereas orifice valve is a needle valve type. 
 Surge volume 
The surge volume or reservoir is situated at the hot end side after the phase shifter. 
Its volume is adjusted in such a way that the pressure and mass flow fluctuation inside 
it is very negligible. 
 Rotary valve 
The rotary valve is one of the important components of a GM type pulse tube 
refrigerator. The schematic diagram of a rotary valve is shown in Figure 1.19. It is used 
to switch high and low pressure from the compressor to the pulse tube system. The 
high and low pressure of compressor is connected to the rotary valve through the quick 
disconnect couplings. The rotary valve has a rulon part which is made to rotate with the 
help of a synchronous motor against an aluminum block with predefined passages 
connecting the high and low pressures from the compressor. The rotational frequency 
of the synchronous motor is controlled using an inverter drive.  
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 Regenerator	Loss	
The regenerator losses are found in two types [22]: the thermal losses, which raise 
the refrigeration temperature, Tc and the pressure drop losses that lowers pressure, P4 
as shown in Figure 1.21.  
These losses are described as: 
o Regenerator thermal losses associated with the regenerator inefficiency. 
This is due to the longitudinal thermal conduction loss through the matrix 
material and regenerator housing. 
 
o Regenerator pressure losses are due to a reduction in the expansion space 
pressure amplitude caused by the pressurization and depressurization of the 
regenerator void volume 
 
Figure 1.21 P-V diagram and T-S diagram of a Stirling cycle, indicating the pressure 
drop loss and thermal loss. 
 
 Shuttle	loss	and	pumping	loss	
 The shuttle loss and pumping loss are resulting from the oscillating flow 
inside a hollow tube. The movement of gas piston is very similar to the actual cold 
piston in PTR. The gas piston length itself could keep unchanged, but the piston is 
constantly changing. The heat is transferred from low temperature to high temperature 
gradually according to wall and gas piston contact. This loss in Stiriling refrigerator is 
large and important. 
4
 26 
 
 Another is pumping gas loss. This loss is to consider the effect of the gap 
or clearance between gas piston and the wall. Due to viscosity this gas gap adheres to 
tube wall and cannot move like gas piston. Then some more gas will go into this gap 
from cold end or the gas piston during compression and be released during expansion. 
This loss is smaller in Stirrling or GM refrigerator. 
 Boundary layer thickness in the pulse tube may be very thick compared to 
the acting piston. The above features will result in a small shuttle loss and a large 
pumping loss. It is important that independent of thick and thin boundary layer 
thickness, the sum of the shuttle loss and pumping loses will be an important loss in the 
PTR.   
 Enthalpy	flow	loss	
  The existence of steady large scale mass streaming within the pulse tube causes 
enthalpy flow from the hot end heat exchanger to the cold end heat exchanger. This 
can be a major loss mechanism of the pulse tube refrigerators. The mass streaming 
reduces net cooling power. Tapering the pulse tube reduces both the steady mass flux 
and the steady component of the second-order temperature, which results in a 
decrease of streaming-driven enthalpy flow loss. 
 
 Streaming	
The term ’streaming’ refers to a steady mass flux or velocity, usually of second 
order, that is superimposed on the larger first-order oscillating flow. In a simplified view 
of the working principle of the pulse tube refrigerator, the gas in the pulse tube pushes 
pressure and velocity fluctuations from the cold heat exchanger to the hot heat 
exchanger. The gas inside the pulse tube must thermally insulate the cold heat 
exchanger from the high temperature of the hot heat exchanger. But due to convective 
heat transfer within the pulse tube it is ruined, which carries heat from the hot heat 
exchanger to the cold heat exchanger and thereby reduces the net cooling power. 
The convection inside the pulse tube considers being due to drive by streaming. In the 
context of the pulse tube, this driving can occur in the oscillatory boundary layer at the 
side wall of the pulse tube; in this layer, both viscous and thermal phenomena are 
dominated. When a gas parcel in the viscous boundary layer moves in one direction, it 
will have a different temperature than when it moves back. As a result, the drag it 
experiences is different too. Hence, there is a net displacement of the gas parcel. 
  
Bec
the
res
on 
laye
visc
will
loss
Fig
 
1.8
cold
the
wid
infr
ele
liqu
dev
res
bas
aro
use
low
bel
ause the t
 boundary 
ult is a toru
several pa
r play an 
ous bound
 also influe
The en
 mechanis
ure 1.22 
 Applic
After de
 head, low
 most prom
ely used i
ared senso
ctronic am
efaction of
ices and 
onance ima
es, storage
PTRs a
und 4 K. It
d in refrige
 temperatu
ow [2].  
otal mass f
layer must 
s-like vorte
rameters. P
important r
ary are ab
nce the stre
thalpy flow
m. The tape
Torus shap
ation of 
cades of ra
 vibration,
ising cryo
n Supercon
rs to abou
plifiers, m
 gases, gam
high tempe
ging (MRI)
 of medica
re used in 
 is possible
ration syst
res. A deta
low over th
be compen
x as show
ressure am
ole. Becaus
out equal, 
aming.  
 associate
red pulse t
e vortex fo
th
Pulse Tu
pid develo
 long lifetim
-coolers. B
ducting Qu
t 800 K fo
issiles and
ma ray sp
rature sup
, maser am
l specimens
conditions w
 to reach z
ems with sm
ils list of cr
27 
e tube cros
sated by a
n in Figure
plitude, ve
e the thick
the above 
d with the
ube concep
rmation ins
e boundary
be Refri
pment, due
e and hig
ecause of 
antum Int
r night vis
 military 
ectromete
erconducto
plifiers, su
, cryosurge
here smal
ero boil-off
all heat lo
yocooler ap
s section s
 mass flux 
 1.22. The 
locity and 
ness of the
mentioned
 secondary
t can solve
ide the puls
 layer 
gerator 
 to the ab
h reliability
these mom
erference 
ion capabil
helicopters
rs, liquefact
rs, mine s
perconduct
ry,   
l liquid heli
 by means
ads, in the
plications  
hould be z
in the cente
streaming 
temperatur
 thermal b
 surface he
 streaming
 the stream
e tube due
sence of m
, pulse tub
entous adv
Devices (SQ
ity of the 
, supercon
ion of oxyg
weeping m
or in wirel
um baths n
 of a PTR. 
 range of a
in different 
ero, a mas
r of the tu
mass flux d
e in the b
oundary la
at pumpin
 could be 
ing effect.
 
 to viscous 
oving part
e refrigera
antages, t
UIDs), co
military, lo
ducting m
en on Mar
agnets, m
ess commu
eed a temp
PTCs are g
 few watts,
industries  
s flux in 
be. The 
epends 
oundary 
yer and 
g effect 
a major 
 
drag in 
s in the 
tors are 
hey are 
oling of 
w noise 
agnets, 
s, x-ray 
agnetic 
nication 
erature 
enerally 
 at very 
is listed 
  
1.9
exc
pre
 Militar
(1)
(2)
 Police
(1)
  Envir
(1)
(2)
 Comm
(1)
(2)
(3)
(4)
(5)
(6)
  Medic
(1)
(2)
(3)
(4)
 Transp
(1)
(2)
 Energy
(1)
(2)
(3)
 Agricu
(1)
 Aim of
All pulse
hange betw
sent at the
y 
 Infrared se
 Infrared se
 and secu
 Infrared se
onmental 
 Infrared se
 Infrared se
ercial 
 Cryopump
 Supercond
 Supercond
 Semicondu
 Infrared se
 Industrial g
al 
 Cooling su
 SQUID ma
 Liquefactio
 Cryogenic 
ortation 
 LNG for fle
 Supercond
 
 LNG for pe
 Supercond
 Infrared se
lture and 
 Storage of
 the Pre
 tube refr
een the e
 cold end. 
nsors for m
nsors for s
rity 
nsors for n
nsors for a
nsors for p
s for semico
uctors for c
uctors for v
ctors for h
nsors for N
as liquefac
perconduct
gnetomete
n of oxyge
catheters a
et vehicles
ucting mag
ak shaving
ucting pow
nsors for t
Biology 
 biological c
sent Stud
igerators a
nvironmen
The only m
28 
issile guida
urveillance 
ight-securit
tmospheric
ollution mo
nductor fa
ellular-pho
oltage stan
igh-speed c
DE and pro
tion 
ing magnet
rs for heart
n for hospit
nd cryosurg
 
nets in mag
 
er applicati
hermal loss
ells and sp
y 
re working
t and puls
oving com
nce & nigh
(satellite b
y and resc
 studies (sa
nitoring 
brication 
ne base sta
dards 
omputers 
cess monit
s for MRI 
 and brain 
al and hom
ery 
lev trains
ons (motor
 measurem
ecimens 
 in a close
e tube sys
ponent pre
t vision 
ased) 
ue 
tellite) 
tions 
oring 
studies 
e use 
s, transform
ents 
d system. 
tem. In PT
sent at th
ers, etc.) 
There is n
R no mov
e compress
o mass 
ing part 
or is to 
  
gen
and
 
con
rea
To 
var
app
 
Cry
und
reli
sof
in c
of o
pow
Bas
1.1
erate the 
 high therm
The op
cern in th
dily availab
analyse the
ious mode
licability. 
The ex
ocoolers. I
erstand th
able and 
tware. It ca
omplex ge
perating p
er for ITPT
ed on thes
 The sim
flow ph
system
 Analys
SAGE f
 Determ
 Optimu
 Thesis0
The pr
 The pr
classifi
compa
along w
 The Se
literatu
oscillating 
al conduct
timum de
e current e
le to descr
 transport 
ls available
haustive lit
n this direc
e multiple 
predictable
n analyse 
ometries of
arameters a
R and OPT
e guiding p
ulation of
enomena 
. 
is of nume
or ITPTR a
ination of 
m paramet
 outline 
esent thesis
esent chap
cation of 
risons and 
ith their co
cond chap
res on puls
pressure in
ivity helium
sign and f
ra of cryo
ibe the des
phenomeno
. But the m
erature rev
tion, prese
interacting 
 using th
the transie
 ITPTR. In 
nd geomet
R are inves
rinciples, th
 PTR using
and heat tr
rical result
nd OPTR, u
relationship
er selection
 is organiz
ter (Chapt
cryocoolers
a brief desc
mponents
ter provide
e tube refr
29 
side the sy
 is chosen 
abrication o
cooler rese
igning and 
n, fluid flo
odels hav
iew reveals
nt work em
phenomena
e powerfu
nt multidim
next part c
rical param
tigated usi
e objective
 a commer
ansfer cha
s generated
sing statist
 between o
 for overal
ed into seve
er 1) desc
, their wo
ription of d
. 
s an overv
igerators w
stem. Due
as working
f pulse tu
arch field.
modelling 
w and heat
e its own 
 that ITPTR
phasizes
 involved 
l computa
ensional fl
omprehens
eters on co
ng the ANO
 of the pre
cial CFD so
racteristics 
 with the 
ical method
perating pa
l improvem
n chapters
ribes an in
rking prin
ifferent typ
iew of the
ith related t
 to lower c
 fluid. 
be refriger
 There is 
of the pulse
 transfer in
limitations 
 is least ex
on the ITP
with this pr
tional fluid
ow and he
ive investig
ld end tem
VA method
sent resear
ftware, FL
in the puls
help of 1-
s. 
rameters a
ent in part 
. 
troduction 
ciples, ge
es of pulse
 subjects 
echnologie
ritical temp
ator is a 
no open li
 tube refri
 the PTR th
and also r
plored out 
TR function
ocess and 
 dynamics
at transfer 
ation on th
perature a
. 
ch is as foll
UENT to st
e tube refr
D simulatio
nd respons
quality. 
about cryo
neral appl
 tube refrig
and review
s. 
erature 
topic of 
terature 
gerator. 
ere are 
ange of 
of many 
ality to 
make it 
 (CFD) 
process 
e effect 
nd input 
ows: 
udy the 
igerator 
n code 
es. 
coolers, 
ications, 
erators 
 of the 
 30 
 
 The third chapter describes different methods of pulse tube refrigerator analysis 
such as surface heat pumping, enthalpy flow theory, phasor diagrams for 
different PTR models. Also step by step design procedure for pulse tube 
refrigerator is discussed.  
 The fourth chapter detailed CFD simulation using commercial software Fluent 
describes the inertance tube pulse tube refrigerators (ITPTR) derivation of 
governing equations for fluid flow and heat transfer in pulse tube and 
regenerator. For regenerator which is modelled as porous medium, the methods 
are discussed to calculate porous media parameters with emphasis on wire mesh 
regenerators.  Also the step by step procedures for CFD simulations are 
presented. 
 The fifth chapter emphasises on comprehensive investigation on the effect of 
process parameters on cold end temperature and input power for ITPTR. 
 The sixth chapter emphasis on comprehensive investigation on the effect of 
process parameters on cold end temperature and input power for OPTR. 
 The final chapter reflects salient points and concluding remarks on the results 
and adopted methodology on previous chapters. Some recommendations have 
also been highlighted for further investigation. 
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cryogenic temperature having no moving parts at the cold end region unlike the Stirling 
cryocooler. This cryocooler was based on the heat shuttle effect on the wall. They 
reported the first experimental set up design, result and comparison with other 
refrigeration model in their next paper in the year 1964 [28].  
The concept of cooling in pulse tube refrigerator was described as “the 
pressurization and depressurization of a constant volume system due to unsymmetrical 
heat transfer of heat and refrigeration may lead to the build up of large temperature 
differences within the volume”. The initial design was based on a slender, thin walled 
cylindrical tube with one end open and the other end closed. The closed end was 
attached with a water cooled heat exchanger and the open end was connected to a 
regenerator through a heat exchanger. As a result of the oscillatory flow field caused by 
periodic pressurization and expansion formed by the compressor, the open end was 
subjected to an oscillatory pressure from the regenerator, causing the open end to cool. 
This refrigerator was later named as basic pulse tube refrigerator (BPTR). It consists of 
a compressor, aftercooler, regenerator, cold heat exchanger, pulse tube and a hot heat 
exchanger.  
The compressed gas from compressor during the compression process moves 
towards the close end of the pulse tube. As the compression process inside the pulse 
tube under goes adiabatic compression, hence there is a temperature rise of the 
working fluid and there is a temperature exchange between the boundary layer and the 
tube wall. The heat exchanger attached at the closed end cools the hot wall. During the 
corresponding adiabatic expansion process during expansion of compressor, the 
depressurized gas moves towards the cold heat exchanger and causes temperature 
drop. The wall discharges heat to the working fluid. The net heat transfer between the 
gas and the pulse tube wall, thus shuttles heat from the cold end to the warm end. 
However the net amount of heat transferred is relatively small and disappears when the 
temperature gradient in the wall becomes sufficiently large to match the temperature 
excursions developed in the gas during the compression and expansion processes. This 
is the so-called ‘surface heat pumping theory’ that explains the cooling mechanism of 
the BPTR [4]. 
Gifford and Kyanka [29] investigated the working principle of a reversible pulse 
tube refrigerator and its problem, and also compared the operation with that of a valved 
pulse tube refrigerator. It was reported that the refrigeration capacity of a reversible 
pulse tube refrigerator is inferior to that of valve type while rest parameter and 
operating condition kept constant.  de Boer [30] developed a non-liner model to 
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calculate the coefficient of performance and net work done per cycle in terms of 
pressure ratio and non-dimensional length of heat exchangers at the closed end of 
BPTR without a regenerator, by taking into account the gas motion during the cooling 
and heating process. In his next paper [31] he extended the previous work by attaching 
a heat exchanger at the hot end of regenerator. The pressure was considered uniform 
during the entire cycle.  The performance of the BPTR presented in terms of heat 
removed per cycle, coefficient of performance and regenerator efficiency were 
presented as a function of the temperature ratio of the heat exchangers, using control 
volume method. Bauwens [32] numerically studied the performance of BPTR using near 
isothermal theory. The author calculated the entropy flux of the system which enables 
to divide the enthalpy flux into heat and work at the boundaries of the tube, generating 
a complete performance representation.  
Lee et al. [33] claimed an existence of secondary flow inside the BPTR 
configurations which causes a measure loss due to the enthalpy flow associated with 
secondary streaming. The secondary flow inside a BPTR configuration with finite 
temperature gradient has been explained analytically by Jeong [34]. The axial 
temperature gradient is inversely proportional to the length of pule tube, hence for the 
same volume of pulse tube secondary flow and enthalpy flow associated with secondary 
streaming  could be minimized by the use of short tube of large diameter rather than a 
long tube of smaller diameter. Koshimizu et al. [35] numerically analysed the movement 
of gas particles and heat transfer between gas particles and wall of the BPTR, and also 
explained the mechanism of surface heat pumping. The system performance 
characteristics of the BPTR were experimentally investigated by Huang and Tzeng [36]. 
Experiments were carried out with different regenerators to find out the time constant 
of the regenerator and the pulse tube wall. It was found that the cool down time is 
dominated by the time constant of the pulse tube wall.  
However, there are many limitations associated with the basic pulse tube 
refrigerator. The phase relation between the mass flow rate and pressure wave plays a 
vital role. The phase difference between the pressure and the mass flow rate in a basic 
pulse tube refrigerator is 90o. In other words, when the pressure becomes the 
maximum, the mass flow rate becomes zero at the warm end of the pulse tube. Hence 
phasor analysis is considered to be one of the most effective methods for designing and 
optimising the pulse tube configurations. This method provides a simple means for 
finding the optimum phase shift between mass flow and pressure wave for PTRs. There 
are various types of phase shifter proposed by researchers such as the orifice, the 
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and Modified PTR have been developed by Maréchal et al. [41]  taking into account the 
pressure drop and the capacity of the regenerator, and for a supplied mass flow rate 
delivered by the compressor.  
A mathematical model has been proposed by Smith [42], using systems of 
partial differential equations  for the pulse tube refrigerator to understand the heat and 
mass transfer inside the system. The cooling mechanism was described, considering the 
equation for conservation of momentum, as the pressure is a known function of time. 
Liang et al. [43] performed a theoretical as well as experimental studies to visualize the 
thermodynamic non-symmetry effect on the pulse tube refrigerator, which is 
responsible for the production of refrigeration power at the cold end of the pulse tube 
to much lower temperatures. The gas elements enter the cold end of the pulse tube at 
the wall temperature of the cold end heat exchanger but return back to the cold end of 
the pulse tube at much lower temperatures and this is termed as thermodynamic non-
symmetry effect by the authors. The thermodynamic non-symmetry significantly affects 
the performance of a pulse tube refrigerator. The same group published two more 
papers. In one paper [44] they reported that the temperature and viscosity influences 
of the pulse tube wall and proposed the concept of a thermal viscous layer in the pulse 
tube, on which the compound pulse tube model is based and taking into account the 
principal losses of cooling, including regenerator inefficiency loss and solid conduction 
loss. In another paper [45]  they performed the experimental investigation to validate 
the previous published two theoretical models. The experimental results were found to 
be in good agreement with the theoretical predictions. Kittel et al. [46] introduced a 
simple 1-D model to analyse the qualitative behavior of the pulse tube refrigerator. 
Using this method the concept of entropy flow and Gibbs free energy flow has been well 
described and the different losses associated with the pulse tube refrigerator have been 
calculated. To correlate between the mass flow rate and the pressure wave, an 
alternative phasor model was proposed. 
The term cooling power of a cryocooler was well defined by Waele [47]. It is 
defined as the work done by the compressor and the entropy generated due to the 
irreversible processes in different components of the system. For the design and 
analysis of the cryocoolers a general relationship for the entropy production in the 
components of pulse tube refrigerators was proposed by the author. The losses like 
heat exchanger losses, orifice and valve loss, viscous loss and regenerator losses were 
well described in this work. The author also discussed the dynamic behaviour of the 
temperature profiles inside the regenerator, hot and cold ends of the pulse tube 
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elaborately [48]. The effect of a single-orifice and double inlet valve were presented 
using general thermodynamic relations.  
Olson and Swift [49] demonstrated the acoustic streaming inside a tapper tube 
with axially changing temperature, in the vicinity of the boundary layer. This 
investigation leads to give an appropriate pulse tube shape to eliminate the streaming. 
They conducted experiments and suggested that the conical pulse tube of optimum 
cone angle could eliminate streaming and increase the cooling power than a cylindrical 
pulse tube. To calculate the enthalpy flow rate along the pulse tube in a pulse tube 
refrigerator Zhu and Chen [50] formulated an integration formula assuming mass flow 
rate and pressure fluctuation as sinusoidal using the Lagrange method. To evaluate the 
volume of the pulse tube in ideal OPTR and DIPTR, it is simplified to polynomial 
functions. Instead of the orifice the mechanism of the symmetry nozzle was proposed 
and studied experimentally by Yang et al. [51]. A better cooling was found in symmetry-
nozzle pulse tube refrigerator compared to the other ideal pulse tube refrigerator when 
the pressure ratio and mass flow amount are same.  
Baek et al. [52] proposed a two dimensional model for tapered pulse tube model 
and applied the linearized conservation equations of mass, momentum and energy. In 
the first analysis they investigated the effect of operating frequency, taper angle, 
displacement volume ratio and velocity phase angle between the ends of the pulse tube 
on net energy flow. Proceeding with the similar numerical approach in their next part 
[53] the effects of the taper angle and frequency on the steady mass flux and the 
enthalpy flow loss associated with the steady mass streaming were discussed. The 
effects of the operating frequency and the taper angle on the unsteady components of 
the second-order mass flux and temperature were investigated by Park et al. [54].  
They found that the unsteady second-order mass flux and the time-averaged enthalpy 
flow by the unsteady second-order mass flux increases as the second-order 
displacement volume at the cold end increases. 
The most influencing parameter in a GM type pulse tube refrigerator is timing of 
the rotary valve, which is responsible for the relationship between intake and exhaust 
processes. A parametric experimental study of valve timing effects on cooling 
performance of a two-stage 4 K PTR were conducted by Qiu and Thummes [55]. It 
could be seen that the optimization of valve timing can significantly improve the cooling 
performance for both stages. Will et al. [56] worked on rotary valve of the GM PTR to 
reduce wear and torque requirement. They developed two types of valves, which have 
balanced forces on the rotor. In the first valve the rotor and the stator make no 
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results are presented in terms of the heat removed per cycle, the coefficient of 
performance, and the refrigeration efficiency as a function of the compression ratio and 
the expansion ratio.  In his next paper [63], he used a nonlinear thermodynamic model 
to calculate the heat removal rate inside the orifice pulse tube, for the compressor-
driven and the linear-motor-driven cases, considering the leakage of gas to and fro from 
the pulse tube to orifice.  The results from the analysis were compared with 
experiments and found to be in good agreement. Transient radial heat transfer is the 
dominating effect inside the PTR as reported by Richardson [64]. He developed an 
analytical model to study the optimum pulse rate and also verified it by conducting 
experiments. The relevance of surface heat pumping to the non-ideal behaviour inside 
the pulse tube refrigerator has been highlighted. A lower temperature below 70 K was 
achieved at the cold end in a single stage. The pulse tube used in the experiment was 
having seamless stainless steel of 15 mm diameter with 0.25 mm wall thickness and 
300 mm length.  
For better understanding of the refrigeration process and behaviour of the orifice 
pulse tube refrigerator an analytical model was developed by  Storch and Radebaugh 
[65]. The results were presented in terms of average enthalpy flow assuming ideal gas 
and sinusoidal pressure variation inside the system. A vector representation of the 
temperature, pressure and mass flow rate waves were presented for phasor analysis. 
They claimed that the refrigeration power is proportional to the average pressure, 
frequency, mass flow rate and the square of the dynamic pressure ratio. Razani et al. 
[66] proposed a numerical model to investigate the exergy flow inside an OPTR and 
reported that in an ideal OPTR the exergy destruction is equivalent to the refrigeration 
power resulting in a second law efficiency. The exergy flow and irreversibility of 
different processes inside the regenerator are calculated using the developed correlation 
for pressure drop and thermal analysis in the regenerator. Godshalk et al. [67] designed 
the world’s first 350 Hz thermo acoustic driven orifice pulse tube refrigerator. This could 
measure the phase of the mass flow rate and pressure wave at all key locations of the 
system. The results were presented in terms of velocity and pressure phase, pressure 
amplitude and enthalpy flow which showed good agreement with the simulations.  
Zhang et al. [68] presented a thermodynamic analysis to analyze the effect of reservoir 
volume on the thermodynamic performance of various components in an OPTR using 
linearized model. The reservoir volume significantly affects the entropy production in 
various components if the reservoir volume to the pulse tube volume ratio is below 5. 
The process and performance of OPTR was theoretically investigated by Wu et al. [69]  
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by using the method of characteristics and an introductory comparison with 
experimental results was explained. This paper is very useful and convenient for 
understanding of the process and design of the OPTR. Rawlins et al. [70] conducted an 
experiment for OPTR and compared the result in the form of enthalpy flow with 
analytical model. Time averaged entropy flow and time averaged hydrodynamic work 
flow inside the pulse tube is also presented in this paper. 
For better understanding of the physical process like fluid flow and heat transfer 
phenomena occurring inside the pulse tube refrigerator and determining the parameters 
affecting the refrigeration power and efficiency, an improved numerical method was 
suggested by Wang et al. [71] which takes into account the heat transfer, aerodynamic 
friction and material properties. It was reported that due to phase and amplitude 
difference in pressure inside regenerator there exists a gas flow resistance. The 
assumptions in the model included one dimensional flow, ideal gas and negligible axial 
conduction. The model successfully predicts the property profiles inside the pulse tube.  
A theoretical, comparative study between OPTR and Stirling hybrid pulse tube 
refrigerator was presented by Nika [72]. An orifice pulse tube refrigerator without a 
reservoir volume was numerically analysed and experimentally verified by Wang et al. 
[73]. The theoretical results show that the reverse phase of the pressure in the 
crankcase could be used instead of steady pressure in the reservoir to appropriately 
shift the flow velocity at the hot end of the pulse tube. A small increase in refrigeration 
power was found using MOPTR comparing to OPTR. The loss due to interface inside the 
small amplitude OPTR Model was investigated by Bauwens [74] using linearized model 
analysis. This loss is due to the abrupt transition between the cold end and pulse tube. 
It was reported that the loss is strongly dependent upon the pressure amplitude and of 
the cosine of the phase angle.  
Kittel [75] presented a theoretical investigation for the efficiency of an ideal 
OPTR analogy to the Stirling refrigerator. An analytical model of the ideal OPTR has 
been developed by David et al. [76]. The heat flow mechanism at the tube ends were 
described as the result of the hysteretic process of the elements of gas entering and 
leaving the tube. The motion of the buffer gas was deduced by numerical integration 
and the energy balance equation for the heat flow at the hot and cold exchangers was 
established. The numerical data obtained from the model was found to be in good 
agreement with the experimental data. There were reported an insignificant difference 
in results compared to the theory. An isothermal model for an OPTR was established by 
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Zhu and Chen [77] due to advantages over nodal analysis. A comparison between the 
isothermal model and the nodal based analysis were also presented. The main 
assumptions of the isothermal model were that the gas in the middle part of the pulse 
tube is adiabatic and the gas in the other parts was isothermal. 
A theoretical model was developed by Roach and Kashani [78], which solved all 
the components of an orifice pulse tube cooler. Separately, one dimensional 
thermodynamic equation for regenerator was solved assuming all mass flows, pressure 
oscillations and temperature oscillations were small and sinusoidal. A comparative 
analysis were also presented with the results of available REGEN 3 from NIST and 
Delta-E from Los Alamos National Lab for low amplitudes where there is no turbulence, 
and reported that they are in good agreement. They claimed that their model was 
easier to use than other available models because of its simple graphical interface and 
the fact that no guesses are required for the operating pressures or mass flow. In 
addition, the model only required a minute of running time, allowing many parameters 
to be optimized in a reasonable time. 
 A linear flow network model, and a new type of approach for the operational 
analysis of an OPTR was introduced by Huang and Chuang [79]. The pressure was 
considered as the electrical voltage and the mass flow was considered as the electric 
current in this flow network analysis. A sinusoidal signal analysis has been used to 
calculate the thermal performance by solving the equivalent circuit of the OPTR. The 
gas elements were divided into three parts inside the pulse tube of an OPTR. The 
middle part of the gas element generated the higher specific cooling capacity. For a 
fixed mass the overall cooling capacity of the OPTR was increased by increasing ratio of 
the gas elements in the middle portion, while the side portion was decreased. This 
innovative approach was theoretically studied by Xu et al. [80], using the method of 
characteristics.  
To explain the distortion of mass flow rate and temperature oscillation curves 
Kuriyama and Radebaugh [81] theoretically illustrated the connection among the curves 
of temperature, mass flow rate and pressure as a function of time in an OPTR.   The 
mass flow rate and temperature oscillations were expressed in terms of fundamental 
oscillations and harmonics, the time-averaged enthalpy flow rate and other energy flow 
rates were described in terms of the amplitude and phase of the fundamental oscillation 
of the mass flow rate through the orifice. De Boer [82]  presented an optimization 
investigation for OPTR in two different conditions. In the first case the reservoir volume 
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was infinitely large and the regenerator volume was zero while in second case infinite 
reservoir volume and regenerator volume was considered for numerical analysis. The 
results were presented in the terms of enthalpy flux, pressure amplitude, mass rate 
amplitude and phase angle between mass flow rate and pressure as a function of orifice 
conductance and frequency. The optimized parameters considered were amplitude of 
driving pressure, and driving power amplitude of the piston. A correlation also 
developed for the enthalpy loss calculation due to the finite regenerator ineffectiveness.  
Beside mathematical calculation there were very limited works that had been 
done to investigate the OPTR performance using software packages. A detailed list of 
software used to analyse the different type of pulse tube refrigerator is listed in Table 
2.1. A two-dimensional axis-symmetric computational fluid dynamic simulation of a GM-
type simple OPTR has been performed by Zhang et al. [83] to obtain results for the 
phase difference between velocity and pressure at cold end, the temperature profiles 
along the wall and the temperature oscillations at cold end with different heat loads. 
The multidimensional flow and heat transfer inside the pulse tube under conditions of 
oscillating pressure were highlighted. A swirling flow pattern in the pulse tube was 
observed and the mechanism for its formation was analysed elaborately. They found 
that the swirl causes undesirable mixing in the thermally stratified fluid and is partially 
responsible for the poor overall performance of the cooler, such as unsteady cold end 
temperature. Antao and Farouk [84] studied the effect of operating frequency on the 
performance of an OPTR and showed the presence of streaming in the pulse tube of the 
OPTR . They also studied the possibility of acoustic streaming suppression in the pulse 
tube region by tapering the pulse tube by a small angle [85]. 
 
Neveu and Babo [86] considered two analytical models,  an ideal model and a 
time dependent model to investigate the performance of OPTR. The ideal model 
predicts that the refrigeration load could be connected to an entropy flow. From the 
dynamic simulation of second law it was reported that the existing device optimisation 
required higher permeability for the regenerator. To solve the complicated fluid flow 
and heat transfer characteristics inside the PTR system a new modeling approach which 
combines one-dimensional and two dimensional models together was proposed by He 
et al. [87]. The numerical results presented that the 1-D and 2-DCC (two-dimensional 
combined computational) model  were reliable and practical, which could be used to 
explore the physical mechanism of the thermodynamic processes of the PTR system and 
design optimization of the PTR system and its components. 
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Table 2.1 Summary of the investigations of cryocoolers using various commercial 
software packages 
Reference  Year Software Model type 
(Jahanbakhshi et al. 2013) [88] 2013 Sharif PTR DIPTR 
(Antao and Farouk 2013) [89] 2013 CFD-ACE+ OPTR.
(Antao and Farouk 2011) [85] 2011 CFD-ACE+ OPTR
(Farouk and Antao 2012) [90] 2012 CFD-ACE+ co-axial PTR
(Gu et al. 2012) [91] 2012 FLUENT ITPTR 
(Arablu et al. 2013) [92] 2013 FLUENT, stirling-type 2-stage 
(Huang and Caughley 2012) [93] 
2012 FLUENT, SAGE diaphragm pressure 
wave generator 
(Boroujerdi et al. 2011) [94] 2011 MATLAB ITPTR 
(Ashwin et al. 2010) [95] 2010 FLUENT ITPTR
(Dietrich and Thummes 
2010) 
[96] 2010 SAGE two-stage PTR
(Banjare et al. 2010) [97] 2010 FLUENT GM type DIPTR
(Zhang et al. 2008) [98] 2008 FLUENT IPPTC
(Zhang et al. 2007) [83] 2007 FLUENT OPTR
(Paek et al. 2007) [99] 2007 Delta-E standing-wave 
(Cha et al. 2006) [100] 2006 FLUENT ITPTR 
(Dodson et al. 2009) [101] 2009 FLUENT, REGEN ITPTR
(Cao et al. 2009) [102] 2009 
SAGE, REGEN 
3.2 
single-stage stirling-
type PTC 
(Sobol et al. 2011) [103] 2011 SAGE In line PTC
(Hofmann 2005) [104] 2005 FZKPTR 2-stage 4K PTC
(Mitchell and Bauwens 
2002)
[105] 2002 MS∗2 Pulse tube cryocooler 
(Roach and Kashani 1997) [106] 1996 ARCOPTR OPTR
 
2.4.2 Experimental studies 
As mentioned earlier in the introductionary OPTR can reach up to 105 K [5] 
whereas a lowest temperature of 60 K was found experimentally at cold end 
by  Radebaugh et al. [10] with a single stage OPTR. By improving the regenerator, the 
hot end heat exchanger and the insulation of the low temperature sections a 
temperature of 49 K at no load condition and 77 K at 12 W was achieved experimentally 
by Liang et al. [107] with a single stage OPTR. The results were presented in the form 
of ratio of regenerator volume to pulse tube volume and minimum temperature. Baks et 
al. [108] performed an experiment to verify the analytical results for orifice pulse tube 
refrigerator at ambient temperature. At this condition the regenerator losses are 
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negligible. The cooling power of a pulse tube refrigerator was correlated in terms of 
average enthalpy flow through the pulse tube and regenerator loss. It was also reported 
that enthalpy flow through the pulse tube is dependent on the amplitudes of the 
pressure variation inside the pulse tube and the volume flow through the orifice. Huang 
and Yu [109] experimentally investigated the design of single stage OPTR. A correlation 
was developed from experimental result for the performance of OPTR in terms of 
operating condition and dimensions of OPTR on net cooling capacity. A single stage 
linear  OPTR  was designed, fabricated and tested  by Ishimura and Bodegom [110] and 
calculated the cooling power based on the experimental data. To calculate the cooling 
power, a simple discrete model of the pulse tube was developed.  
 Kral et al. [111] designed, fabricated and tested  an OPTR. A hydraulically 
actuated diaphragm compressor was used to drive the refrigerator. Obtained 
experimental results were compared to analytic results. The working principle of the 
waiting time of the OPTR was discussed numerically by Zhu et al. [112]  and verified by 
experiments. The pressure differences across the high-pressure valve and the low-
pressure valve are decreased by long waiting times. Thus, the cooling capacity and 
efficiency are increased, and the no-load temperature is decreased. From experimental 
result it was reported that at cooling capacity 0 W, 45 W and 58 W the lowest 
temperature achieved are 40.3 K, 80 K and 80 K respectively while the  waiting time 
were 90° , 1° and 60 ° respectively. 
 Antao and Farouk [89]  performed both experimental and numerical investigation 
to study  the performance of the OPTR at various values of the mean pressure of 
helium (0.35 MPa - 2.2 MPa), amplitudes of pressure oscillations, frequencies of 
operation and sizes of orifice opening. Watanab et al. [113] designed and tested a new 
concept of superfluid OPTR. They reached a temperature of 0.64 K at cold end.  
 Huang and Sun [114] performed an experimental investigation to study a 
variable orifice pulse tube refrigerator. The valve was designed resemble to a high-
speed solenoid valve used in automobile engines. By changing the frequency and 
periods of ON and OFF through an electronic device, the flow resistance could be 
changed. This provides a possibility for an orifice pulse tube to be controlled on line 
during operation. They claimed that variable orifice type could able to achieve on-line 
control by the regulation of the degree of valve opening or frequency. The thermal 
losses were shown to be much less compared to a conventional orifice. The interaction 
between the phase angle of piston motion and the minimum temperature of on OPTR 
was investigated by Kasuya et al. [115]. The analysis also focused on how the 
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process occurring inside the DIPTR. They reported that the bypass valve in the DIPTR 
considerably affects on the amplitude and the phase of the dynamic parameters and 
also reported that DIPTR could obtain higher refrigeration power with lower PV work 
than the conventional orifice version.  
An analytical model was proposed by Mirels [119] to study the performance of a 
DIPTR using a stepped piston compressor. The performance was presented as a 
function of the area ratio of the stepped piston and was also reported that the 
refrigeration power could be increased at the cost of reduced thermal efficiency in a 
DIPTR than the corresponding single inlet device. The work loss through the bypass by 
solving an analytic equation of the mass flow rate through the bypass of the DIPTR was 
presented by Zhu et al. [21] taking account of the pressure drop in the regenerator. 
They claimed that the work loss decreases due to two conditions (1) with increase of 
the void volume ratio of the regenerator over the pulse tube, (2) with increase in 
temperature ratio of the ambient temperature over the refrigeration temperature, and it 
increases with the increase in double-inlet factor. The work loss ratio at 80 K was 
calculated for different void volume ratio of the regenerator over the pulse tube. Also 
the analytical results were compared with numerical results and found to be in good 
agreement. Iskandar and Tiow [120] mathematically studied the effect of pulse tube 
length, diameter and different working gas on  refrigeration effect of the DIPTR. 
Nika and Yannick [121] theoretically illustrated the design and the optimization 
of a miniature DIPTR. The hydrodynamic and thermal behaviours of the BPTR were 
predicted by using   two different methods: a classical thermodynamic model and an 
electrical analogy model. The thermodynamic study takes into account the thermal 
gradients in the pulse tube wall. The performance of the system decreases due to the 
axial heat conduction in the pulse tube wall. In the next part, a new PTC model with an 
optimization scheme based on an electrical analogy was proposed by Bailly and Nika 
[122]. The model was capable of taking into account of effects such as pressure drop 
due to geometrical discontinuities and internal flows. The thermal behaviour of the 
regenerator was studied and the model was also verified against experimental results. 
Using the thermo acoustic theory developed for regenerative cryocoolers by Xiao 
et al. [123] a miniature DIPTR was designed and experimentally tested. A lowest 
temperature of 78 K was achieved with a filling pressure of 12 bar, operating frequency 
of 48 Hz and a swept volume of 4 cm3. The lowest temperature achieved in DIPTR was 
about 23 K lower compared with OPTR.  Using the first law and second law of 
thermodynamics He et al. [124] investigated the performance of both OPTR and DIPTR. 
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The authors developed an exergy loss method to analyze each component in the PTR 
and calculated the performance coefficients. Using this exergy loss method, it was 
reported that the exergy losses in the regenerator and orifice were significantly larger 
than that of other components of the PTR system. They also reported that the 
performance coefficient of the DIPTR was 9 % higher than OPTR and the exergy 
efficiency of DIPTR was 4.91 % higher than that of OPTR. A linearized one-dimensional 
model was developed by de Boer [125]  to study the performance of DIPTR, which 
account for the void volume of the regenerator. They compared the results of the 
DIPTR with corresponding OPTR results and found a large improvement in performance 
obtained with the DIPTR over the OPTR. The maximum rate of refrigeration is 
expressed as a function of frequency, with the regenerator void volume as an 
independent parameter. 
The process of improvement in refrigeration power for DIPTR compared to OPTR 
has been explained using a proposed phasor diagram by Chokhawala et al. [126]. The 
phasor diagram for DIPTR was presented in terms of mass flow through orifice, double 
inlet valve etc. Effects of pulse tube diameter and length, frequency, pressure difference 
and flow coefficient for double inlet valve on phase angle and mass flow rate at cold 
end was also studied for DIPTR and OPTR. Banjare et al. [127] performed a two-
dimensional computational fluid dynamic simulation of a Gifford–McMahon type DIPTR, 
operating under a variety of thermal boundary conditions. The results such as the cool 
down behaviours of the system, phase relation between mass flow rate and pressure at 
cold end and refrigeration load for different boundary conditions of the system were 
presented. The results display that there is a good agreement between CFD simulation 
results and experimental results. In their next paper they followed same boundary 
condition and simulation procedure for a 3-D model [97] of DIPTR. The result shows 
that the use of the DIPTR configuration for 40% DI valve opening and 60% orifice valve 
opening gives a better possibility of higher performance and efficiency compared with 
other values of valve openings. 
For understanding the dynamic performance and physical processes occurring 
inside the pulse tube refrigerator, and calculating the effect of the orifice and double-
inlet valve on the cooling power and efficiency of the DIPTR, Ju et al. [128]  developed 
an improved numerical model. The numerical model solves the conservation of mass, 
energy, and momentum for compressible oscillating flow including the pressure viscous, 
inertia, gradient and convection terms. The numerical results are compared with 
experimental data and found to be in good agreement. Dash et al. [129] performed the 
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exergy analysis of a DIPTR using phasor analysis. They studied the pulsating mass flow 
considering the effect of different parameters such as frequency, cold end temperature, 
valve coefficients of orifice valve and double inlet valve, average pressure of the system 
and initial phase angle of compressor outlet pressure. They concluded that when 
operating below the critical frequency of a DIPTR, there was no cooling and increase in 
system average pressure improves the system performance. Arablu et al. [92] 
investigated the accuracy of local energy loss correlations in simulation of abrupt 
expansion or contraction joints under oscillating flow conditions of pulse tube 
cryocoolers using a 1-D code and also FLUENT software. The results were compared for 
2-D and 1-D simulations, and reported that steady friction factors do not possess 
sufficiently accurate predictions of losses under oscillating flow. 
2.5.2 Experimental studies 
A theoretical as well as experimental analysis of double-inlet reversible pulse tube 
refrigerator was illustrated by Wang et al. [130] . They stated that the swept volume of 
the auxiliary piston and the phase difference between the two pistons considerably 
effects the performance of the DIPTR. Results also revealed that the performance of a 
pulse tube refrigerator could significantly be enhanced by using the DIPTR. Cai et al. 
[131] experimentally investigated the phase shift mechanism in a DIPTR. They also 
discussed the effects of varying the amplitudes and phase difference of the pressure 
oscillation and mass flow.  
Gan et al. [132] conducted an experimental study on multi-phase helium and 
nitrogen mixtures in a DIPTR. They found from the experiment that both coefficient of 
performance and cooling power could be improved to some extent at above 70 K with 
less than 25 % of the nitrogen fraction in the mixture. Using this mixture model they 
reached a minimum temperature of 63.14 K at cold end. The internal working process 
of a DIPTR was experimentally studied by Zhou et al. [133]. The effects of some 
significant parameters such as by-pass valve and orifice opening, operating frequency 
and mean pressure on the amplitude shift and phase shift of three dynamic pressures at 
the hot end of the regenerator, pulse tube and reservoir were illustrated in this work. 
The effect of conjugate heat transfer between pulse tube and regenerator was also 
experimentally presented and stated that, the heat transfer degrades the performance 
of the pulse tube refrigerator. Tanaka et al. [134] constructed a DIPTR and drew a 
lissajous figure using the measured gas temperature and pressure in the tube from the 
experiment. They found that the shapes of lissajous figure depend on the location in the 
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matsubara [140] introduced a nodal based analysis method. Implicit control volume 
method was used in this model to solve continuity equation, momentum equation and 
energy equation of gas and energy equation of solid. Ashwin et al. [95] proposed a 
thermal non-equilibrium model in the porous media (heat exchangers and regenerator) 
and considered a finite wall thickness for the various components of the ITPTR. The 
effect of a finite wall thickness was found to increase in the steady-state temperature at 
the cold end of the pulse tube due to the heat conduction along the walls of the pulse 
tube from the hot end to the cold end.  
Cha et al. [100] studied two ITPTR systems based on the geometry of the pulse 
tube (for two values of L/D ratio) using CFD simulation software FLUENT. They reported 
the formation of instantaneous vortical structures in the pulse tube for the small L/D 
case which had a negative effect on the cooling performance of the ITPTR due to the 
mixing of flow in the pulse tube. A numerical model was developed by Kirkconnell and 
Colwell [141] to solve the one-dimensional, nonlinear governing equations for heat and 
mass flow in a pulse tube.  The governing equations were solved for frequencies above 
60 Hz. Using the method of lines approach the governing nonlinear time-dependent 
equations were solved. A parametric investigation was conducted to study the effect of 
various parameters on the solution.  
The refrigeration effect in pulse tube refrigerator was explained in terms of time 
dependent phase shifting between the oscillations of pressure and mass flow rate at the 
cold end of the pulse tube by Chen et al. [142]. They solved a linear ordinary 
differential equation of the second order with variable coefficients to define the time-
dependent phase shifting effect due to variable frictional coefficient. The resistance 
coefficient of the inertance tube was expressed as a function of time frequency and 
other parameters, which are deduced from momentum and mass differential equations 
of the working gas. It was found that the phase shifting angle provided by the interance 
tube varies with time. By integrating over one cycle, the average phase angle was 
found to agree with previously published results.  
Wei et al. [143] proposed that connecting an inertance tube without buffer can 
provide proper phase relationship. An experimental investigation was performed by the 
authors to compare the results and found that a thermo-acoustically driven pulse tube 
cooler without reservoir yields results close to those of a system with reservoir in terms 
of the cold end temperature and both gave better performance than that of an orifice 
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with reservoir. So without buffer the system becomes more compact in size and shape. 
Cha [144] have employed a numerical model for pulse tube cryocoolers that solves the 
full set of compressible conservations equations under the assumption of axis-symmetry 
using the commercially available CFD package FLUENT. Luo et al. [145] illustrated a 
thermo acoustic turbulent-flow model to solve the turbulent flow inside the inertance 
tube. This model accounts both turbulent-flow and heat transfer effects. The inertance 
tube was modelled with a distributed parameter model. The results obtained from these 
models were compared with experimental findings. The authors also suggested the 
modelling of inertance tube with CFD, which is much more complicated, compared to 
electrical analogy, but can yield more accurate results.  
2.6.2 Experimental studies 
Ko et al.  [146] optimised the pulse tube dimensions which is affected by the 
dynamic behaviour of linear compressor as well as the cooling performance of a pulse 
tube refrigerator. Ju et al. [147], experimentally  measured the flow resistance and flow 
inductance of inertance tubes at high acoustic amplitudes for four different inner 
diameters, namely, 0.6, 1.0, 1.5 and 2.0 mm, for various tube lengths ranging from 100 
to 1500 mm, at frequencies of 30, 40, 50, 60 and 70 Hz. These experiments were 
carried out under an operating mean pressure of 20 bar at ambient temperature. The 
experimental data were compared with the explicit solution to the linear momentum 
equation for small acoustic amplitudes. The data were fitted with the modification of 
coefficients in terms of the operating frequency and Reynolds numbers characterized by 
the amplitude of gas velocities. From these experimental results the difference of the 
flow resistance and flow inductance of inertance tubes at high and low acoustic 
amplitudes could be more clearly seen. Such analyses are very helpful for designing 
high frequency inertance tube systems. 
Experimental results of an in-line type ITPTR were analysed by Park et al. [148]. 
They analysed the characteristics of in line type inertance tube pulse tube refrigerator in 
order to identify the main factors influencing the performance. The design parameters 
of the in-line IPTR are discussed by ARCOPTR program. The analysis includes the net 
cooling of IPTR with volume of the regenerator and the volume ratio of the regenerator 
to the pulse tube. The optimal conditions of in-line type IPTR, cool down characteristics 
according to the variations of the charging pressure, inertance tube volume, 
regenerator volume and pulse tube volume are measured by the experiment. By varying 
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four-valve method. The minimum temperature reached at first stage was 115 K, at 
second stage was 29.5 K and at third stage was 2.75 K with the cycle frequency of 2 
Hz. The optimum valve timing for the mass flow at the hot end of each stage pulse tube 
was also discussed. A 15 W at 70 K inertance pulse tube refrigerator based on cyclic 
simulation was designed and tested by Narayankhedkar and Gawali [162]. Different 
losses on refrigerating effect and power were incorporated to arrive at the net 
refrigeration effect and gross power requirements.  
A two-stage pulse tube refrigerator was experimentally investigation by Wang et 
al. [163] using a rotary valve and a valved compressor. It was shown that a minimum 
no load temperature of 11.5 K and a cooling capacity of 1.3 W at 20 K were found at 
cold head at an operating frequency of 4.2 Hz and  operating pressure of 15 bar. Using 
the numerical analysis Wang et al. [164], designed and constructed a two-stage DIPTR 
for cooling below 4 K.  A lowest temperature of 2.23 K and cooling powers of 370 mW 
at 4.2 K and 700 mW at 5 K were observed using a three-layer second stage 
regenerator occupied with ErNi0.9Co0.1, ErNi and lead spheres while the average working 
pressure was 15.5 bar,  the operating frequency was 1.0 Hz and the pressure ratio at 
the main inlet was 2.0. The authors claimed that the obtained cooling powers were 
satisfactory for several applications. In their next work [165] they designed, fabricated, 
tested and compared four configurations of two-stage pulse tube refrigerator. They 
recorded a net cooling power of 0.50 W at 4.2 K.  
Thummes et al. [166] provided extensive experimental results for the three stage 
refrigerator consisting of a liquid nitrogen bath with heat exchangers and two 
subsequent pulse tube stages. Er3Ni shot was used for the regenerator matrix in the 
coldest stage. The authors achieved a no load temperature of 2.13 K at third stage cold 
end. Experimental results presented by Chen et al. [167] shows the minimum attainable  
temperature of 3.1 K at the cold end of the second stage by a two stage pulse tube 
refrigerator using a novel phase shifter named a double-orifice. A lowest cooling 
temperature of 3.0 K was reported by Chen et al. [168] using double-orifice two-stage 
pulse tube refrigerator and reported that the thermodynamic efficiency of the pulse 
tube refrigerator could be increased by using the double orifice model, a more efficient 
phase shifter than the single orifice model. Wang [169]   developed a computer 
program for numerical simulation of two stage pulse tube refrigerator taking into 
account the properties of the magnetic regenerative material, the non-ideal gas 
properties of 4He and the heat transfer in the regenerator and heat exchanger. The 
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numerical model results were compared with the experimental results and found to be 
in good agreement. Using the similar numerical simulation method, the performance 
and internal process of a GM cooler and two configurations of two stage 4 K PTR were 
analysed [170]. The presence of a DC flow through the double inlet valve in a DIPTR 
was numerically observed. 
The lambda transition is the obstacle for 4He to reach below 2 K temperature. 
Theoretically Xu et al. [171] found that the above problem could be avoided by using 
3He. Subsequently the performance of the 4 K pulse tube refrigerator could be improved 
significantly replacing 4He by 3He and a lowest temperature of 1.78 K was obtained at 
the cold head in a three stage pulse tube refrigerator. Atrey et al. [172] developed a 
computer program for a three-stage, free displacer, split type Stirling cryocooler and 
experimentally validated it. Ju [173] proposed a numerical model based on mixed 
Eulerian–Lagrangian for calculating and understanding the internal working 
phenomenon and the variations of dynamic parameters of a two-stage PTR. The PTR 
was designed for below 4 K at the cold end. The physical factors such as pressure drop, 
thermal properties of helium, multi-layered magnetic regenerative materials, and heat 
transfer in the regenerator and heat exchangers were taken into account. A two stage 4 
K PTR was experimentally introduced by Wang [174] for helium liquefaction purpose. 
The liquefaction rate was improved by precooling the inefficiency of the second stage 
regenerator. They claimed a helium liquefaction rate of 4.8 l/day for a power 
consumption of 4.6 kW.  
Qiu et al. [175] used a ceramic magnetic regenerative material GdAlO3 to 
increase the COP and cooling power of  a 4 K two-stage pulse tube cooler. They 
reported a cooling power of 200 mW at 2.8 K, 300 mW at 3.13 K, and 400 mW at 3.70 
K at the cold head of second stage with a 4.8 kW input power. Tanaeva and Waele 
[176] provided extensive experimental results for a three-stage pulse-tube refrigerator. 
It was compact in shape and light weight, required small input power and uses a small 
amount of working gas and regenerator material. In addition the PTR was flexible and 
convenient for modifications. Using 3He as the working fluid the minimum attainable 
refrigeration no-load temperature of 1.73 K and a cooling power of 124 mW at 4.2 K 
was achieved. Using SAGE-software simulation Dietrich and Thummes [96]  optimised 
the operating conditions and cold head geometry of a two-stage Stirling-type U-shape 
pulse tube cryocooler and conducted experiments. They achieved a minimum attainable 
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section behaves as the second refrigerate part in the MPTR. The advantage of a four 
valve pulse tube refrigerator is that it does not require a heat exchanger at the hot end 
of the pulse tube and no necessity of the reservoir. Kaiser et al. [182]  applying the first 
law of thermodynamic for an open systems to sub volumes of a four-valve pulse tube 
refrigerator investigated the  ideal cold generating process. They reported that the COP 
increases for a decrease in the ratio of high to low pressure. For gas separation and 
liquefaction a new type of pulse tube refrigerator with low temperature switching valve, 
was proposed by Liang et al. [183]. Instead of a regenerator a recuperative heat 
exchanger was used and instead of an orifice a switching valve was mounted in the new 
type of PTR model. There was a 40 % increase in adiabatic efficiencies comparing to 
primarily used cryocoolers and also investigated the methods for increasing the 
adiabatic efficiency.  
To increases the efficiency of the pulse tube refrigerator, two or more reservoirs 
were attached at the hot end of the pulse tube through the valves. The details of 
working principle and basic mechanism for the active-buffer pulse tube refrigerator 
(ABPTR) were numerically investigated by Zhu et al. [11]. They reported the cooling 
capacity at 80 K at 145 W using two- reservoirs, 160 W using four buffers. Also, they 
calculated that the Carnot percent at 80 K is 12% using the two reservoirs and 13% 
using three reservoirs and the four reservoirs. 
To enhance the performance of a single stage PTR with the aid of various 
simplifying assumptions a detailed thermodynamic investigation of the working process 
of an active valve pulse tube refrigerator was proposed by Yuan and Pfotenhauer [184]. 
It was reported that the performance of the active valve pulse tube refrigerator was 
better than that of an orifice pulse tube refrigerator. The idea of two double-inlet was 
suggested by Luwei et al. [185] and compared the performance with multi-bypass PTR 
and DIPTR. From the experiment, a lowest temperature of 37 K with two double inlet 
valves and 50 K with one double inlet valve was reported.  Pan et al. [186] conducted 
two sets of experiments for the  single-stage valve pulse tube refrigerators. The first 
one was the 4-valve and the other one was the active buffer mode and compared the 
performance. They found a no-load temperature was achieved at 24.6 K by the 4-valve 
configuration, whereas 100 W at 57 K were achieved in both type models with an input 
power of 7 kW. 
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1. First Order Analysis 
 (i) Surface Heat Pumping  
(ii) Enthalpy flow Analysis 
(iii) Phasor Analysis 
2. Second Order Analysis 
 (i) Thermodynamic Non-symmetry effect 
 (ii) Approximate Model (Adiabatic and Isothermal Models) 
3. Third Order Analysis 
(i) Numerical Methods 
(ii) CFD Analysis 
3.3.1 Mass flow Analysis 
Assuming ideal gas as the working fluid and pulse tube behaves adiabatically 
during simulation, the mass flow rate is not same along the pulse tube. The mass 
accumulation takes place due to pressure oscillation. Applying the first law of 
thermodynamics to the control volume drawn around the pulse tube section as shown 
in Figure 3.2.  
 
Figure 3.2 Energy balance for pulse tube section. 
 
  c c h hdm h dQ dm h dW U       (3.2) 
For adiabatic pulse tube dQ=0. On time rate Equation (3.2) becomes 
 
dmchc 
W
Q 
HHX 
dmhhh 
CHX 
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  c h
c h
c ch h
v c h p c h
c h
c h
ch
h c
U dm dmdW h h
dt dt dt dt
dm dmdm dmdVp C T T C T T
dt dt dt dt dt
dm dmdVp R T T
dt dt dt
dmdmdVp R T T
dt dt dt
                                
 (3.3) 
For an adiabatic system 
 constanttpV
   
On differentiating the above equation with time gives 
 0t t
dV dpp V
dt dt
    (3.4) 
Substituting 
dt
dVt  from Equation (3.4)  in equation (3.3) yields 
 c t h h
c c
dm V T dmdp
dt RT dt T dt   (3.5) 
Equation (3.5) may be written as 
 t hc h
c c
V Tdpm m
RT dt T    
 t hc h
c c
V P T
m m
RT T 

   (3.6) 
The above equation can be rewritten as, 
 hc p h
c
T
m m m
T
     (3.7) 
Where ṁ is the corresponding mass flow rate due to pressure oscillation. 
In pulse tube, pressure and temperature variations are given as  
 0 1 cos( )P P P t   (3.8) 
 0 1 cos( )T T T t   (3.9) 
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Mass flow rate at the hot end is proportional to pressure change 
    hm P   
Where    0 1 0 1 cos( ) cos( )P P P t P P t       
So hot end mass flow rate can be expressed as 
 1 1 cos( )hm C P t  (3.10) 
Substituting in Equation (3.9) and it can be expressed as, 
 1 1 1cos( / 2) cos
t h
c
c c
V T
m P t C P t
RT T
       (3.11) 
3.3.2 Enthalpy Flow Analysis 
The enthalpy flow model for PTR was proposed by Radebaugh [10]. It is based 
on the application of first law and second law of thermodynamics to an open system. In 
this method each individual component are considered separately as an open system. 
The schematic diagram of an orifice pulse tube refrigerator along with energy flow at 
various components is shown in Figure 3.3. It is shown that the heat absorbed at the 
cold heat exchanger (CHX) from the system and the heat of compressor is rejected at 
after cooler and system heat is rejected at hot end heat exchanger (HHX).  
 
 
Figure 3.3 First law of thermodynamics energy balance for an OPTR. 
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flow
rg
H , the additional refrigeration load
refrig
Q , and the heat flow representing all 
the losses, 
loss
Q  (such as gas conduction, solid matrix conduction, and dispersion), are 
all absorbed at the CHX, therefore, 
 
chx rgrefrig loss
H Q H Q      (3.12) 
The enthalpy flows from the cold heat end of the pulse tube to the hot end of 
pulse tube and at the HHX heat is rejected to the ambient. The rest enthalpy which has 
not been rejected from HHX transported to the reservoir through the orifice as shown in 
Figure 3.4. 
The average enthalpy flow over a cycle by assuming ideal gas flow is given by  
 
0 0
cos  p p
chx
C C
H m T dt mT dt
 
    
    (3.13) 
Where   is the period of the cycle, pC  is the heat capacity. The phasor quantities, m

  
and T

 are mass flow rate and temperature respectively. The above  equation, 
illustrates that  if an oscillating mass flow rate m  is in phase with the oscillating gas 
temperature T then a net enthalpy flow exists in the pulse tube flowing from the cold 
end to the hot end (i.e., 
chx
H  >0). Note that m  >0 when flow is from left to right. 
On the other hand, if an oscillating mass flow ratem  is out of phase with 
oscillating gas temperature T, then little or no enthalpy flow will exist in the pulse tube, 
which results in minimum cooling. Figure 3.5 depicts two examples of phase shift 
between gas temperature and mass flux. The first example in Figure 3.5 (a) 
demonstrates a case where the mass flow rate and the temperature oscillations are 
about 90 degrees apart. In this condition, very small or no enthalpy flow takes place. 
With the temperature and the time mass flow rate being 90 degrees out of phase, one 
phasor quantity will always be minimum when the other one is at its peak. Thus, out of 
phase relationships tend to produce poor refrigeration due to minimum enthalpy flow in 
the pulse tube. On the other hand, if the mass flow rate and the temperature 
oscillations are in phase as illustrated in the second example (Figure 3.5 (b)), positive 
enthalpy flow can exist in the pulse tube. Thus, in-phase and out -phase are the two 
extreme conditions.  
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For perfect intercooler regeneration and without any loss, 
 0rgH   and 0lossQ  
Refrigerating effect  is obtained as 
 
0
1
refrig cchx
Q H m Tdt

      (3.14) 
 
 
 
 
 
 
 
 
 
 
 
 
Figure 3.5 Phase shift relation for gas temperature and mass flow rate. 
 
3.3.3 Electrical Analogy 
Based on electrical analogy Roach and Kashani [8] formulated a model that 
characterizes the components of an ITPTR. The regenerator and the inertance tubes are 
represented by discrete, distributed volumes. This model can predict the phase angle 
between the pressure and mass flow; however, a disadvantage of this electrical analogy 
(a) 
T m
Time 
Time 
m T 
(b)  
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approach is that it is not possible to accurately deal with the presence of temperature 
gradients in the actual cooler.  
The following equations define the relations between electrical current, I and voltage, V, 
for the cases of a resistor of resistance, R. an inductor of inductance, L., and a capacitor 
of capacitance, C. 
Resistor : V = IR 
Inductor:   dIV L
dt
  
Capacitor:   dV I
dt C
  
Evaluating the 1-D momentum conservation equation for the flow in a tube of radius, r, 
and similar relations can be found for gas flow (analogous to current) and pressure 
(analogous to voltage) in the elements of a pulse tube cryocooler 
 
.
 = 
t x p
u P u
K
      (3.15) 
Where P is the pressure,  is the gas density, u is the average velocity in the tube. µ is 
the viscosity and Kp is the Darcy permeability. 
Substituting the relationship between volumetric flow rate, U, and velocity  2
U
u = 
r
, 
and arranging terms yields  
 
 
 
   2 2
.
= . + 
x tr r p
P u U
K
 (3.16) 
If these parameters are independent of the distance x, along the tube, then the 
equation can be integrated along the tube for its entire length γ, yielding: 
 
 
 
 2 2
.
P= . + 
tr r p
u U
K
 (3.17) 
Using the above analogy between pressure-voltage and mass flow-current then 
comparing above equation it is found that the fluid flow analogy of resistance is: 
 
2
p
R
r K

  (3.18) 
and is in series with the fluid flow analogy of inductance with value: 
 
Inductance of the Inertance tube 
 
 2L Ar   
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The term “inductance’ for the electrical circuit changes to the term “inertance” for the 
fluid flow case. 
From the ideal gas law for volume flowing in an isothermal volume, Vt the pressure rise 
will be: 
 av
t
P UP
t V
   (3.19) 
The above equation is analog to capacitor equation so analogous capacitance value  
 t
av
V
C
P
  (3.20) 
 
The Figure 3.6 and Figure 3.7 shows the impedance of OPTR and ITPTR respectively. 
 
 
 
 
 
Figure 3.6 Impedance for OPTR. 
 
 
 
 
Figure 3.7 Impedance for ITPTR. 
 
OPTR is equivalent to   circuit as shown in Figure 3.6.  From Equation 
(3.21) it is clear that the impedance   is always negative for OPTR. In OPTR the 
impedance phasor lies in the fourth quadrant, hence the mass flow rate (electrical 
current) leads pressure (electrical voltage). The waveforms of the current and voltage 
are shown in Figure 3.8. 
 
PE,I 
L 
 
PE,I  
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2
21 1 Impedance   
j 
              
 (3.21) 
ITPTR is equivalent to  L  circuit as shown in Figure 3.7. From equation,  
it is clear that the impedance  could be positive, or negative. In case of ITPTR the 
impedance may lie in first or fourth quadrant depending upon the value of L  and  . 
Those values depend on the dimension of the inertance tube and the reservoir. The 
mass flow rate will lead pressure if the impedance phase angle is negative and mass 
flow rate will lag if this phase angle is positive. 
 
2
21 1Impedance j L L  
                      
 (3.22) 
 
Figure 3.8 shows the phase lag representation of OPTR. This depicts that 
Voltage mV   lags current m  by phase angle  . 
 
 
 
 
 
 
Figure 3.8 Phase lag representation of OPTR 
 
The acoustic power or PV power generated in the compressor is transmitted to 
the cold end of pulse tube through the regenerator. The majority of the losses in a 
pulse tube refrigerator system are associated with the regenerator; these losses are due 
to axial thermal conduction, pressurization of the void volume, power dissipation 
associated with frictional pressure drop, and thermal ineffectiveness. Among them 
acoustic power loss and thermal ineffectiveness are the two major loss in the 
regenerator which are directly related with the amplitude of the mass flow rate in the 
regenerator. From this concept it can be decided that the most efficient pulse-tube will 
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offer the largest amount of acoustic power to the cold end for the smallest amount of 
mass flow rate.  
The time averaged PV power or acoustic power transfer through the regenerator 
is given as [210]: 
        
1
1 1 1
1 1 1
  cos cos cos
2 2 2
         1   2                 3                      4
ra
avg
st nd rd th
m P
W Pv Pv P RT m
P
     
  
 (3.23) 
Where P1 is the oscillating component of pressure, V   is the volumetric flow rate, θ the 
phase between pressure and mass flow, ṁ is the mass flow rate, ρ is the average 
density, R is the specific gas constant of the operating gas, T  is the average 
temperature, Pavg is the average pressure, and the modulus denote the absolute value. 
The term after the first equal sign in the above equation represents the general 
expression for acoustic power, the cyclic integral of the instantaneous product of 
pressure and volumetric flow rate at the cold end of the regenerator. The second term 
is related to the harmonic approximation of this integral; the pressure and volumetric 
flow rate are taken to be pure sinusoidal and θ is the phase difference between them. 
On substituting the ratio of mass flow rate to nominal or average density for volume 
flow rate we get the third term. Finally, the fourth expression is obtained by using the 
ideal gas to substitute for the average density. 
            From Equation (3.23) it is understandable that the PV power is proportional to 
the mass flow rate that is in phase with the pressure variation. In the context of phasor, 
the acoustic power is given by the product of the projection of the mass flow vector 
onto the pressure wave vector and the magnitude of the pressure variation. Throughout 
the refrigerator acoustic power flow is constant, but the regenerator losses are 
proportional to the magnitude of the mass flow in the regenerator. Hence, in order to 
minimize the ratio of the regenerator losses to the transmitted acoustic power, the 
phase (θ ) should be minimized within the regenerator (not at the inlet to the expansion 
space). The mass flow rate entering the hot end of the regenerator will tend to lead the 
mass flow rate leaving the cold end of the regenerator due to the compliance associated 
with the void volume in the regenerator. The optimum condition can be achieved when 
the phase between pressure and mass flow rate become zero near the midpoint of 
regenerator. The phase between the mass flow rate and pressure −ɵo (mass flow rate 
leads the pressure) at the hot end of the regenerator and ɵo (mass flow rate lags the 
pressure) at the cold end of the regenerator. Phase shift is a function of void volume 
 71 
 
and flow resistance associated with regenerator. The optimum phase-relations for a 
pulse tube refrigerator with inertance tube and reservoir is shown in Figure 3.10. Note 
that the use of the inertance tube allows a negative phase (the pressure leads the mass 
flow rate) at the hot end of the pulse tube. The mass flow rates in the components of 
the simplified pulse tube refrigerator (pulse tube, regenerator, and compressor) are 
presented in phasor diagram. The phasor notation shows magnitudes and phase angle 
of the mass flow rates at various locations in the system relative to the pressure 
variation (note that the pressure is assumed to be spatially uniform in the system).  
 
3.3.4 Phasor Analysis 
A phasor diagram for a pulse tube refrigerator (PTR) is a vectorial representation 
of mass flow rate, pressure, and temperature at different locations as a function of 
time. By using a phasor diagram, the operation of different types of pulse tube 
refrigerators can be well understood. The phasor analysis helps to understand the 
importance of phase difference between mass flow rate at the cold end and the 
pressure pulse in the pulse tube refrigerator. The refrigerating effect for different types 
of PTR strongly depends on the phase shift arrangement and also on the phase 
difference. 
3.3.5 Phasor diagram of BPTR	
A vector representation of Equation. (3.7) is known as phasor diagram. The 
phasor diagram for basic pulse tube refrigerator is shown in Figure 3.9. The figure 
shows both the mass flow and the pressure phasors. For a BPTR there is no orifice 
valve and reservoir. The hot end of the pulse tube is closed, so hot end mass flow rate 
is zero )0( hm . The cold end mass flow rate cm is at right angle to pressure vector. 
Since the pressure in the pulse tube is 90° from the mass flow there is no refrigeration 
(Ideally refrigerating effect for BPTR is zero). In practice, heat transfer between the gas 
and the pulse tube wall due to surface heat pumping causes a small phase shift. This is 
due to pressure drop for the associated gas flow, which result small refrigeration. Under 
such condition, the compressor work is compensated by the regenerator loss.   
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Figure 3.9. Phasor representation of cold end mass flow rate and pressure for BPTR. 
3.3.6 Phasor diagram of ITPTR	
The phase-relations between the mass flow rates and pressure in Figure 3.10 
can be understood by examining equations (3.6) and (3.7). Recall that the pressure 
phasor lies on the real axis. Because the pressure and its time derivative are sinusoidal 
and the pressure everywhere in the pulse tube is the same, the rate at which mass is 
accumulated in the volumes represented by the pulse tube, regenerator and the 
compressor must lag the pressure by 90o and therefore be in the direction of the 
imaginary axis. Through proper selection of the geometry of the inertance tube and 
reservoir, the phase at the warm end of the pulse tube can be set to essentially any 
value, positive or negative. Thus the desired 0o phase is created at the midpoint of the 
regenerator and the magnitude of the average mass flow rate processed by the 
regenerator (the average of ṁh and ṁc) is minimized for a given acoustic power. 
Minimizing the magnitude of the average mass flow rate in the regenerator results in 
smaller regenerator losses and allows a larger fraction of the acoustic power to be 
converted to refrigeration power. 
3.3.7 Phasor diagram of OPTR 
The phasor diagram for an orifice pulse tube refrigerator is shown in Figure 
3.11. The orifice coupled to a reservoir allows for only resistive and capacitive 
impedance (there is no possibility of inductive impedance). Therefore, the mass flow 
rate at the warm end of the pulse tube can never lead the pressure, as it did in for an 
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screen (Figure 3.12) is the most commonly used regenerator material. Its advantages 
are that it provides a high heat transfer area with minimum pressure drop and it is 
readily available in mesh sizes from 50 mesh (50x50 opening per inch) to over 250 
mesh. It is also available in many different materials. Woven bronze screen 
regenerators are widely used in the first stage of all commercial regenerative cryogenic 
refrigerators to provide cooling down to 30K. Below 30K, the loss in specific heat of the 
commercially available materials, such as bronze and stainless steel, limits the 
effectiveness of screen packing. 
 
  
 
 
 
 
Figure 3.12 Woven wire mesh screens. 
        Some important parameters related to regenerator analysis are described here.  
The parameters used in the description of screen regenerators are the porosity and 
area density.  
The term porosity is defined as: 
   Porosity  total  volume  of void space
total  volume  of  the  matrix
 (3.24) 
The area density can be defined as: 
   Area density  total  surface area of connected voids
total  volume  of  the  matrix
 (3.25) 
From the porosity and area density, the important relationship for the hydraulic radius 
for a screen packing is given by 
 

  
 
hr
Fluid  volume Area
Heat transfer area Wetted perimeter
 (3.26) 
dw 
s 
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Experimentally, the porosity and area density can be found from the dimensions 
and weight of the screens. The porosity is found by weighing the packed regenerator 
and subtracting their tare weight of the regenerator canister. 
   1
p
m r
W
V
 (3.27) 
Where Wp is the weight of the packed matrix material, m  is the density of the packing 
(matrix), and Vr is the regenerator volume. The area density for one screen as shown in   
Figure 3.13 is computed by calculating the circumferential heat transfer area of the 
wires and the total volume encompassed in one segment of screen mesh: 
 

 
 
 
2
1 (  )(1 / )(4) 2   2
(1 / )
s
r
w
w
ss
A
V
d m m d
tm t
1/ 2(wire wetted perimeter)(length of the opening)(4sides)
(volume encompassing the wires)
 (3.28)
Where dw is the wire diameter, ts is the screen thickness, and m is the mesh size. 
 
 
  
 
 
  
Figure 3.13 Geometry of woven screen 
From the area density, the total regenerator heat transfer area is given by 
 
                 
2 2
0 0
2  
 xTotal volume of regenerator ( ) ( )
4 4
w
s w
s
md
A d t n d d nm
t
 
  (3.29)            
Where do is the outer diameter of the screens and n is the total number of screens used 
to pack the regenerator. 
dw 
1/m
1/m
ts 
s 
l 
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          Analytically the porosity and area density are calculated by considering a small 
segment of the screen with a transverse pitch, xt (designating the transverse spacing/ 
factor between wires) and a lateral pitch, xl  (designating the longitudinal spacing/ factor 
between wires). Referring to Figure 3.13 the pitches are related to the mesh size and 
screen thickness by [211]; 
wtdxsm
1   and wls dxt 2                                        
The Figure 3.13 is based on a perfect stacking of square mesh screens in which the 
weaving causes no inclination of the wires and the screen layers are not separated. 
These idealization leads to a matrix packing where the screen thickness, ts, is equal to
wd2 , and the porosity is given by 
 
   
   
 
       
2
2
2 / 4
1 1 1
42
w t wm
r tt w w
d x dV
V xx d d
 (3.30) 
Where Vm is volume occupied by the screen material, 
1
t
w
x
d m
   where m is mesh per 
inch; wd  is the wire diameter of screen. 
For a woven screen regenerator, it is necessary to specify an additional analytical 
parameter, to define the ratio of the minimum free flow area to the frontal area. From 
the description of the screen geometry, shown in Figure 3.13. 
   
 
 
         
2 2 2
2 2
1t w w t
t w t
x d d x l
sx d x
open area
total area
 (3.31) 
The area density is given by 
  
t wx d
 (3.32) 
From the porosity expression, equation (3.30) and area density equation (3.32), the 
hydraulic radius expression given by equation (3.32) can be expressed as  
 

 
 
4.0(1 )
w
h
d
r  (3.33)      
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Hence regulating the angle θr,H and θr,C away from the condition, given by equations  
results in a larger average mass flow rate in the regenerator. 
 , ,r H r C   (3.39) 
 Although this condition is an ideal case, it is important for minimizing the 
regenerator losses and there for maximizing the COP of the pulse tube refrigerator. 
From Figure 3.14 it can be written while satisfying equation (3.39) as,  
 ,
1
sin
2
d reg
c r c
reg
P V
m
RT
   (3.40) 
Again by combining equation (3.35) and (3.36) we get, 
 ,,
2
cos ac c oc r c
d c
W P
m
P RT
 

  (3.41) 
Combing equation (3.40)  and (3.41), and removes the mass flow term 
 
2
,
,
arctan
4
d reg c
r c
ac c o reg
P V T
W P T
      
 (3.42) 
Using the equations (3.36) and (3.37) the Wac,c can be presented in terms of COP 
 ,
c c
ac c
h
T Q
W
T COP

  (3.43) 
 For an optimized constant mass flux, the cooling capacity of the regenerator can 
be mounted directly with the regenerator area. This can be verified by analyzing the 
linear relation between the amplitude of mass flow at the cold end of the regenerator 
and the cooling capacity.  Combining the Equation(3.36), (3.37),and (3.41) , it can be 
written as 
 0
2 1
cos
c
c
w d c
Q P
m
T COP P R 

  (3.44) 
Combining equation (3.44) with optimum inverse mass flux, the expression for the gas 
flow area given by: 
 0
2 1
cos
g regc
g
c w d c regopt
A VQ P
A
m T COP P R L
    

  (3.45) 
An iterative solution to equations of (3.42) and (3.45) yields the value of Ag and θr,c 
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With the optimum geometry for the regenerator, the next step is design the pulse tube. 
Pulse tube Dimension and volume 
 The maximum value of cold end swept volume, Vc,pt is given by 
 ,
0
2 2c c
c pt
V m RT
V
P  
 
 (3.46) 
      Radebaugh [213] provided the concept of  ‘empirical rule of thumb’ for the total 
volume of pulse tube, which should be three to five times larger than Vc,pt, for low 
temperature (4K - 20 K), the value of five times Vc,pt is suitable, while for operation 
around 100 K, three times Vc,pt is more suitable.  
 There is a major limitation associated with pulse tube aspect ratio. The suitable 
aspect ratio can avoid the turbulence in the oscillating boundary layer at the pulse tube 
walls. The critical Reynolds number for oscillating flow was defined by Akhavan  [214]: 
 
2
Re 280;critcrit
u       (3.47) 
Where , the density, u, the amplitude of the cross sectional mean velocity and µ, the 
dynamic viscosity, while   is the boundary layer thickness depend on , the kinematic 
viscosity and ω,  the angular frequency. The equation (3.47) shows that a minimum 
limit to the cross sectional area of the pulse tube for a given mass flow rate. From 
equation (3.46) it can correlate a maximum velocity and the associated minimum area 
as: 
 min
0
crit
mRTu A V
P
    (3.48) 
From equation (3.47) and (3.48) , the limit on the cross sectional area is: 
 min Recrit
mA  

 (3.49) 
The larger minimum area will define the minimum cross sectional area for the pulse 
tube. The limit of cross sectional area must be considered at both hot and cold ends.  
The Figure 3.15 presents the vectorial diagram results from the equation for 
conservation energy in the pulse tube.  
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2. Transfer Line. It is a minute tube connecting between compressor and after 
cooler. It transfers the compressed gas from compressor to after cooler and 
sends back the decompressed gas from after cooler to compressor. 
3. After cooler. The function of the after cooler is to extract the heat from the 
working fluid generated by the compressor during compression process. This 
minimizes the working fluid temperature so that the regenerator can work more 
efficiently. It is basically cooled by water. 
 
Figure 4.2 Typical pictures of the after cooler  
4. Regenerator. The regenerator is the heart of the pulse tube refrigerator. It 
behaves as a thermal flywheel and it is the most important component in pulse 
tube refrigerator. Its function is to absorb heat from the incoming compressed 
gas during the compression stroke, and give up that heat back to the gas during 
the expansion stroke. To store the heat, a solid matrix is used. Generally 
stainless steel wire screens usually consider as the regenerator storage material, 
as they have higher heat transfer areas, low pressure drop, high heat capacity 
and low thermal conductivity. A typical regenerator housing is shown in Figure 
4.3. 
 
Figure 4.3 Typical pictures of regenerator and matrix 
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5. Cold Head Heat Exchanger. It is an intermediate heat exchanger between 
regenerator and pulse tube. This is the component where cooling load is 
absorbed by the system. It is also called the cold finger. Copper wire mesh 
screens are used to exchange heat with the housing wall, and thereby receive 
the applied heat load. 
 
Figure 4.4  Typical pictures of Cold heat exchanger 
6. Pulse Tube. The pulse tube is the main component of the pulse tube 
refrigerator. It is a hollow tube situated in between the cold end and the warm 
end heat exchangers. Pulse tube carries away heat from the CHX to the WHX by 
an enthalpy flow. Generally stainless steel is used as pulse tube material due to 
its lower thermal conductivity. 
7. Hot Heat Exchanger. The system heat is rejected at the hot end heat 
exchanger. It is based upon the first law analysis that the heat rejected to the 
atmosphere in the hot heat exchanger is equal to the heat load in the cold heat 
exchanger and viscous losses. Usually, the hot heat exchanger is cooled by use 
of water cooling system. 
8. Inertance Tube. Inertance tube is otherwise known as the phase shifter. It 
adjusts the phase between mass flow rate and pressure. It is a long and narrow 
tube connecting the hot end heat exchanger and the reservoir. 
9. Reservoir. The reservoir acts as storage device in which the change in pressure 
is very small during compression and expansion process. It is connected to the 
hot end heat exchanger through inertance tube. A combination of a phase 
shifter and reservoir provides proper phase angle in the system. 
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4.2.2 Governing Equations 
The, continuum based conservation of mass, momentum, energy equations 
along with the equation of state of the working fluid are used for all components, of the 
pulse tube refrigerator system. Helium is used as the working fluid and its density is 
related to pressure and temperature through equation of state. The general governing 
equations used by the Fluent code [215] are as follows. The velocity components 
appearing in the equations are the superficial velocity components in the case of porous 
zones. The z axis is deployed along the axis of the pulse tube with the origin located at 
the mid stroke of the piston.  
 
Conservation of mass or continuity equation: 
 .( ) mv St
    

 (4.1) 
Where 
  = Gradient operator 
  = Density of the gas 
v= superficial Velocity in vector form 
Sm = Source term 
t = Time   
Conservation of momentum equation: 
  ( ) .( ) .v vv p g F
t
           
 
 (4.2) 
Where: 
p = Static pressure 
  = Stress Tensors 
g

 = Gravity acceleration 
F  = External body forces 
Stress Tensors can be defined as: 
 
 
2
( ) .
3
Tv v vI          
  
 (4.3) 
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Where: 
  = Fluid molecular viscosity 
 I = Unit (Identity) tensor 
T = Transpose  
Conservation of energy: 
 ( ) .( ( )) .( ( . ))eff j j eff h
j
E v E p k T h J v S
t
            
 
 (4.4) 
Where  
2
2vphE                                                                                                                
ref
T
P
T
h C dT                                                                                                                
teff kkk 
                                                                                                                                                                            
 Where 
 k = Gas thermal conductivity  
keff= effective conductivity 
kt  = Turbulence thermal conductivity  
CP  = Specific heat of gas  
h = Local enthalpy  
T = Temperature of the gas  
v = Local velocity 
jJ    =    Diffusion flux of species J 
Sh = Source term 
 The above equations can be simplified for 2 D axi-symmetry geometries as: 
Continuity Equation  
    1        x r mv r v St x r r  (4.5) 
  
r   = Radial coordinate 
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x   = Axial coordinate  
vr = superficial velocity in radial direction 
vx = superficial Velocity in axial direction  
Momentum equation in axial direction: 
     
 
1 1
( ) ( ) ( )
1 2 1
2 ( . )
3
x x x r x
x x r
x
pv r v v r v v
t r x r r x
v v v
r v r S
r x x r r r x
  
 
         
                              
  (4.6) 
  
Momentum equation in radial direction  
 
2
2
1 1
( ) ( ) ( )
1 2 1
2 ( . )
3
2
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3
r x r r r
r r x
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r
pv r v v r v v
t r x r r r
v v v
r v r
r r r r x x r
v v
v S
r rr
  
 
 
         
                             
    


 (4.7) 
Where,  
 . x r r
v v v
v
x r r
     

       (4.8) 
Where Sx and Sr are the two source terms in the axial and radial direction which values 
is zero for nonporous zone. For the porous zone the momentum equation can be 
defined by adding two new terms to the volume averaged momentum equation: the 
Darcy term and the Forchheimer term which are responsible for flow resistance through 
the porous media. The Darcy term causes the pressure drop, directly proportional to 
velocity whereas the Forchheimer term, causes the pressure drop, proportional to the 
square of the velocity. Assuming the solid matrix homogeneous and isotropic, the 
following momentum source terms are included in the x and r volume averaged 
momentum equations:   
 
1
2x x x
S v C v v 
     

 (4.9) 
 
 
1
2r r r
S v C v v 
     

 (4.10) 
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Where   = Fluid molecular viscosity  
  = Permeability  
C = Inertial resistance factor 
v = superficial velocity 
In the above equation the first term is called Darcy term and the second term is 
called the Forchheimer term which are responsible for the pressure drop inside the 
porous zone.  For thermal equilibrium assumption the porous matrix energy equation 
solves one single energy equation for both fluid and solid matrix but for thermodynamic 
non-equilibrium assumption it solve two separate energy equation for the fluid and the 
porous structure is accounted. The aforementioned thermodynamic non equilibrium is 
usually small. However and often a single energy equation representing both the solid 
and gas phase is used. Accordingly, in this study, local thermal equilibrium assumption 
is applied. The single energy equation is used as, 
Energy Equation: 
 ( (1 ) ) .( ( )) .( . )f f s s f f effE E v E P k T vt
             
 
 (4.11) 
Where,  1   f sk k k   
         2/ / 2  f fE h p v  
            = porosity of medium 
          ks = Solid medium thermal conductivity 
          kf    =Fluid thermal conductivity 
          Ef   = Total fluid energy 
          Es = Total solid energy 
The energy equation for thermal non-equilibrium model, are written as follows: 
Energy equation for matrix 
 
    
 conduction loss heat 
( )
.
1
s f s
s s s s s
heatenergy storage transfer
hA T T
C T k T
t
 
     
 
 
 (4.12) 
 i.e.   (1
1
 
                   
s s s t s
s s s s s
T T hA T TC T k y k
t y y y x x
 (4.13) 
Where Ss is equal to    / 1  s f shA T T  
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Energy equation for gas 
 
     
 
  
 
  heat      
. . . . v s ff f f f f
viscous dissipation lossconduction losspressure gradientenergy storage heat transferfriction loss
hA T T
E v E v p k T v
t
   
                   
     
 
  (4.14) 
For non-porous zones, the energy source term SG is zero. For porous zones, it is stated 
as,   /v s fhA T T  
4.2.3 Calculation of other parameters 
Heat transfer coefficient between regenerator solid matrix and working fluid  
The heat transfer coefficient for oscillating flow in the regenerator proposed by 
Tanaka et al. [134] is, 
 
0.67
2
0.33 e sf
e s
D Vkh
D A
 
 
    
 (4.15) 
Where kf is the thermal conductivity of working fluid, De is the equivalent hydraulic 
diameter, ϕ is the porosity, Vs is the piston swept volume and As is the total surface 
area. 
Thermal conductivity of porous matrix 
Neglecting the working fluid contribution, the thermal conductivity of solid matrix  
Proposed by Koh and Fortini [216]:  
 
1
1 11s
k k
      (4.16) 
Where k is defined as the thermal conductivity of solid matrix used in porous zone and 
ks is defined as effective thermal conductivity of the solid matrix while considering the 
porosity ζ.  
 The compressor input power 
 
1
comp Vavg
dVW P dt
dt   (4.17) 
where PVavg is the volume averaged pressure inside the swept volume of the 
compressor. 
Interpretation of the fields variables are well defined in Fluent for computing several 
attributes over the domain.  Some important variables are discussed here [215]. 
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 The Area of a surface is computed by summing the areas of the faces that define 
the surface. Faces on a surface are either triangular or quadrilateral in shape. 
 
 
1
n
i
i
A dA A

   (4.18) 
In the above expression the index ‘i’ denotes a face and the summation extends 
over all the ‘n’ faces.  
 The Integral on a surface is computed by summing the product of the facet area 
and the selected field variable. If the face is on a boundary surface, an interpolated 
face value is used for the integration instead of the cell value. This is done to 
improve the accuracy of the calculation and to ensure that the result matches the 
boundary conditions specified on the boundary and the fluxes prescribed on the 
boundary. 
 1
1
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dA A  (4.19) 
 The Area-Weighted Average of a quantity is computed by dividing the 
summation of the product of the selected field variable and face area by the total 
area of the surface: 
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   (4.20) 
 The Flow Rate of a quantity through a surface is computed by summing the 
product of density and the selected field variable with the dot product of the face 
area vector and the face velocity vector. 
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 The Mass Flow Rate through a surface is computed by summing the product of 
density with the dot product of the face area vector and the face velocity vector. 
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1
.
n
mf i i i
i
vdA v dA     (4.22) 
 The Mass-Weighted Average of a quantity is computed by dividing the 
summation of the product of the selected field variable and the absolute value of 
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the dot product of the facet area and momentum vectors by the summation of the 
absolute value of the dot product of the facet area and momentum vectors. 
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The Sum of a specified field variable on a surface is computed by summing the value of 
the selected variable at each facet 
  

 
1
n
sm i
i
 (4.24) 
 The Facet Average of a specified field variable on a surface is computed by 
dividing the summation of the facet values of the selected variable by the total 
number of faces. 
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 The Volume Flow Rate through a surface is computed by summing the dot 
product of the face area vector and the face velocity vector 
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n
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i
v dA v dA  (4.26) 
 The Facet Minimum of a specified field variable on a surface is the minimum facet 
value of the selected variable on the surface. 
 The Facet Maximum of a specified field variable on a surface is the maximum 
facet value of the selected variable on the surface. 
 
4.2.4 Details of Problem Geometry and CFD Modelling  
The wall thickness of the computational model is assumed negligible in the 
present investigation. The aftercooler and hot heat exchanger is assumed as perfect 
cooling. The cold heat exchanger wall is maintained at adiabatic condition (i.e., no load) 
and also the other walls of the system maintained at same boundary condition. The 
swept volume of the compressor is 1.16 cm3. As it is stirling type dual piston (valve less) 
compressor, it has negligible clearance volume. The geometrical details of various 
models tested are given in Table 4.1. The wall material and the boundary conditions are 
common for all cases as specified in Table 4.1. The models differ from one another only 
in the change in pulse tube length keeping all other components are fixed. 
 94 
 
Table 4.1 Geometry details and boundary conditions 
constituent part 
Diameter (m) Length (m)  Boundary 
condition 
Cha et al. 
[100] 
Present 
model 
Cha et al. 
[100] 
Present  
model 
Compressor (A) 0.02 0.02 0.0075 0.008  Adiabatic 
Transfer line (B) 0.0031 0.0035 0.101 0.1 Adiabatic 
After cooler (C)   0.008 0.008 0.02 0.02 300 K 
Regenerator (D) 0.008 0.008 0.058 0.06 Adiabatic 
Cold heat exchanger (E) 0.008 0.008 0.0057 0.006 Adiabatic 
Pulse tube (F)  0.005 0.005 0.06 ** Adiabatic 
Hot heat exchanger(G) 0.008 0.008 0.012 0.012 300 K 
Inertance tube (H) 0.00085 0.0009 0.684 0.7 Adiabatic 
Reservoir (I) 0.026 0.025 0.13 0.12 Adiabatic 
 
 
** Value taken from Table 4.2. 
Geometry and Mesh generation 
Before simulation, it is necessary to model the geometry of the pulse tube 
refrigerator using any pre-processor modelling software package. Figure 4.5 shows the 
two dimensional schematic geometry of the ITPTR. Here, GAMBIT [217] is used as the 
pre-processor for modelling the geometry and mesh generation of various parts of the 
pulse tube refrigerator. In the present case the computational domain is axisymmetric 
so half of the domain is taken for analysis as shown in Figure 4.6. Zero wall thickness 
considered for modelling. The pulse tube and the regenerator walls are chosen to be 
made of stainless steel. The regenerator fluid is defined as porous media. The porosity 
value is taken as 0.6, permeability as 1.06 x 10-10 m2 and the inertial resistance of 
76,090m-1. The thermal conductivity, viscosity and specific heat of the working gas are 
taken to be temperature dependent. The temperature dependent thermo-physical 
properties are collected from the NIST database. The details of the geometry are listed 
in Table 4.1. The wall material and the boundary conditions are fixed for all the 
parametric cases. 
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Defining the Porous Zone  
 The regenerator, of a pulse tube refrigerator is to be modeled using porous-
media methods. A porous zone is modeled as a special type of fluid zone. To indicate 
that the fluid zone is a porous region, porous zone option in the fluid panel is enabled 
in Fluent. The panel expands to show the porous media inputs. The user inputs for the 
porous media model are:set the viscous resistance coefficients and inertial resistance 
coefficients, and define the direction vectors for which they apply. The flow losses are 
determined by choosing appropriate values for inertial resistance, permeability and 
porosity. The porous zones are modelled by considering extra momentum source terms 
in the momentum equations and the energy source terms in the fluid and matrix 
energy equations. 
 
Figure 4.9 Mesh motion preview of dynamic meshing model 
Dynamic mesh modelling 
 In order to model the compressor dynamic meshing is used, as the compressor 
volume changes with respect to time. To track the piston head velocity of compressor 
a suitable DEFINE_CG_MOTION User Defined Function (UDF) is written and attached 
properly. The updating of the mesh is automatically done by FLUENT at each time 
step, depending upon the new position of the piston. Various dynamic meshing 
methods like “dynamic-layering”, “remeshing” and “spring-based smoothening” are 
used as against simulating a moving piston and for updating the meshing in the 
deforming volume. The operating frequency f is chosen as 34 Hz and the angular 
velocity is 2 f  . The two piston heads oscillate about its center with the relation 
Initial position Expansion Process 
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Grid Independency test 
In order to ensure the accuracy of the computation grid, a detailed verification 
of the grid independence test for the cold end temperature of the model has been 
conducted. The grids chosen for the computational domain have 2421, 3147, 3986, 
8734 and 14742 nodes. Figure 4.10 shows the cold end temperature values for 
different sizes of the grid number for the grid independence test. It shows that the grid 
number 3986 is good enough for simulation purposes. So, in the present work, 3986 
numbers of grids are adopted. 
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Figure 4.10 Test for grid independency 
Validation with previously published works 
  In order to verify the accuracy of the algorithm and the method of solution, 
present numerical model is verified, by comparing it with the previously published work 
of Cha et al. [100]. The validated model is a thermal equilibrium model of regenerator 
and without wall thickness of each part. Figure 4.11 shows that the cool down curve of 
the present numerical results match well with those of the Cha et al. model. And also, 
the no load steady state temperature of 86 K at cold end is achieved with the present 
model, using 3986 cell number, whereas 87 K is reported by Cha et al. using 4200 cell 
number. 
 100 
 
Solution Initialization 
After completing geometry, mesh modelling, defining initial and boundary 
conditions, it is required to initialize the Fluent code before starting the iteration 
process. The meaning of initializing is to provide an initial guess for the first step 
iteration of the solution. In the initialization process, the user must specify which zone is 
being provided with initial condition. Different model properties viz. continuity, x-
velocity, y-velocity, energy,  k  and  are monitored by Fluent’s solver and checked for 
convergence. This criterion requires that the scaled residuals decrease to 10-3 for all 
equations except the energy equation, where the criterion is 10-6.  At the end of each 
solver iteration, the  
 
 
Figure 4.11 Comparison of cool down behaviour. 
residual sum for each of the conserved variables is computed and stored. Thus, it 
records the convergence history. Once all the above mentioned steps are over, iteration 
can be initiated with the time step of 0.0005 second with total number of iterations 
more than 700000 and the number of iterations per time step to be 50. To run a single 
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Figure 4.12 Cool down temperature vs. time for different porosity inside regenerator. 
 
 
Figure 4.13 Mean Average temperature at the inlet of pulse tube during starting of 
simulation. 
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Temperature distributions 
Figure 4.13 shows the mean average temperature variation inlet of the pulse 
tube or at the exit of the cold heat exchanger for the first 140 time steps for the 
thermal equilibrium model. The downward trend of the temperature plot shows a rapid 
cooling at the cold heat exchanger during starting of simulation. Figure 4.14 shows the 
Cyclic Average Mean Static Temperature of the cold end heat exchanger plotted against 
the cool down time for the different pulse tube length. These results are obtained with 
an assumption of zero wall thickness and thermal equilibrium of porous matrix and 
working fluid. The performance of various pulse tube models is presented based on the 
effect of pulse tube length in terms of cool down temperature at the cold heat 
exchanger at no load condition.  It is found that with increase in length of the pulse 
tube, the lowest cold end temperature can attain. The increase in length causes higher 
viscous losses in the system so high compressor power is required. 
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Figure 4.14 Mean average cool down temperature for different model with thermal 
equilibrium temperature 
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Table 4. 2 Different pulse tube model of varying pulse tube length 
Model Pulse Tube 
Demeter (mm) 
Pulse Tube 
Length (mm) 
Model 1 5 50 
Model 2 5 75 
Model 3 5 100 
Model 4 5 125
 
To study the two dimensional effect, the result obtained by Fluent is shown by taking 
the snapshot view of the temperature contour along the axial direction at the no load 
condition for the pulse tube model 4 (Table 2) in Figure 4.15. From this figure, it is 
observed that there is a good agreement of temperature gradient at regenerator, cold 
heat exchanger, pulse tube and the hot heat exchanger. The modelling is done with the 
thermal equilibrium model of the porous zone of the system. It is also observed that 
due to the surface heat pumping through the pulse tube, an axial increase in 
temperature from cold end heat exchanger to the hot end heat exchanger is presented. 
So at any time the temperature remains nearly constant with small fluctuation at any 
position. Near the cold heat exchanger wall temperature found at 58 K whereas after 
the hot heat exchanger wall are above 300 K. Figure 4.16 shows the density contour of 
the model 4. 
 
Figure 4.15 Temperature variation contour inside cold heat exchanger , pulse tube and 
hot heat exchanger of model 4 
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Figure 4.16 Density contours for model 4. 
 
Figure 4.17 Axial temperature plot variation from after cooler to hot heat exchanger 
after steady state. of model 4 
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Figure 4.18 Density variation along axial direction for model 4 
Figure 4.17 shows the axial temperature variation of the computational domain 
of the pulse tube refrigerator. It may be recalled that perfect cooling is assumed in the 
compressor after cooler. It can be seen that a good temperature gradient is established 
axially between the regenerator, pulse tube and the hot heat exchanger, respectively. 
The modelling is done with a thermal equilibrium model of the regenerator. The figure 
also shows that the axial temperature gradient is maintained in the pulse tube. It also 
presents the drop in temperature from the after cooler to hot end exchangers.   
 
Pressure distributions during the simulation  
Figure 4.19 shows the oscillatory pressure profile for the pulse tube model at 
starting of simulation. It can be clearly visible from the figure that the pressure 
oscillates between 21 bar and 39 bar over one cycle during first 140 time steps. Figure 
4.20 presents the periodic pressure variation for the same model after 623580 
iterations. The pressure inside the computational domain attains a mean value of 25 bar 
from the charging pressure of 31 bar, after reaching the steady periodic condition which 
is in between 19 bar and 30 bar over one cycle. From Figure 4.20 it can be seen that 
the variation of pressure over one complete cycle is not accurately sinusoidal. 
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profiles. Due to the coupling, pressure profile is affected by the misleading in the 
temperature profile. The pressure drop through porous zones is affected by Darcy and 
Forchheimer terms, which are depend upon the physical property variation due to 
change in temperature. 
Figures 4.21–4.24 illustrate the pressure variation during the simulation inside the 
computational domain of the pulse tube refrigeration model at any instant position of 
the piston. The pressure variation inside the pulse tube from 23.1 bar up to 37.5 bar is 
observed from the figure. Figures 4.21 shows the axial pressure variation inside the 
computational domain starting from compressor up to reservoir while the piston reaches 
to the far end dead position at both ends. At that position the compressor pressure is 
20.6 bar and the pulse tube pressure is 22.9 bar, where reservoir pressure is 
maintained at 30.4 bar. It can be noted from the figure that during this instant of time 
the reservoir attains the maximum pressure while minimum pressure is attained inside 
the compressor. Figure 4.22 shows the axial pressure inside the domain from 
compressor to reservoir when the piston is reaches at middle position during 
compression. At that position the compressor pressure is 37.25 bar and the pulse tube 
average pressure is 32.1 bar, where the reservoir pressure is 30.2 bar. When the piston 
reaches its near end dead position at both sides during compression process, the axial 
pressure variation of the system is shown in Figure 4.23. At this position the compressor 
has maximum pressure of 37.86 bar and minimum pressure is 30.1 bar inside the 
reservoir and the pressure inside the pulse tube is 37.5 bar.  During the expansion 
process when piston is reached at middle position a pressure variation plot is shown in 
Figure 4.24. At this position the compressor has pressure of 28.1 bar, pressure inside 
pulse tube is 31 bar and the reservoir pressure is 30.4 bar. From the pressure 
fluctuation analysis during one complete cycle it can be concluded that when there is 
maximum pressure at one end the other end of the system has the minimum pressure. 
This is the main purpose of the study that to analyze the pressure variation through the 
whole system during a complete cycle. 
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Analysis of thermal-non equilibrium of porous Zone 
As discussed earlier in this chapter the thermal equilibrium model solves a single 
energy equation for both solid matrix and working fluid in porous zone, hence it cannot 
differentiate between the porous matrix and working fluid temperatures, but in thermal 
non-equilibrium model it accumulates the heat transfer interaction between solid porous 
matrix and working fluid. Hence, in the thermal non-equilibrium model the heat transfer 
coefficient in regenerator plays a vital role while in thermal equilibrium model it is 
infinite. Figure 4.25 gives a comparison of the results between thermal equilibrium 
model and non-equilibrium model in terms of average mean temperature against the 
time step at the cold end. The analysis presented here is without wall thickness for 
Model 4. A case with thermal non-equilibrium of porous zones represents a realistic 
model. Both thermal equilibrium model and non-equilibrium models exhibit rapid cooling 
followed by levelling off of the temperatures. However the final cold heat exchanger 
temperature reaches by thermal non equilibrium model is higher than that of the 
thermal equilibrium model. The thermal non-equilibrium model takes longer time (above 
200 seconds) for reaching the steady state while the thermal equilibrium model attains 
a steady state much earlier, i.e., in about below 200 seconds. The final temperature 
reached with the thermal equilibrium model is lower than that of the thermal non-
equilibrium model. The reason behind the lower temp at the cold end of the thermal 
equilibrium model than thermal non equilibrium (TNE) model is that the thermal non-
equilibrium model dissipates the thermal losses in the regenerator. The decrease in 
performance of the thermal non equilibrium model is due to presence of thermal losses 
in the porous zones.  
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Figure 4.25 Comparison of the results between thermal equilibrium model and non-
equilibrium model in terms of average mean temperature 
 
 
Figure 4.26 Temperature variation contour inside regenerator after steady state 
temperature achieved for thermal equilibrium model 
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Figure 4.27 Temperature variation contour inside regenerator after steady state 
temperature achieved for thermal non-equilibrium model 
 
Figure 4.26 and Figure 4.27 shows the instantaneous temperature variation 
inside a regenerator after reaching steady periodic condition. Comparing the above two 
figures, it is observed that the temperature variation differs slightly in magnitude. 
However the difference in the time instants of the above figure should also be taken 
into account. The slight change in temperature profile is due to the heat transfer 
correlation for solid fluid interaction.  
Phase relationships 
The variation of the averaged pressure and mass flow rate at the outlet of cold 
heat exchanger end and the variation of the area weighted average temperature vs 
mass flow rate at the exit of pulse tube are shown in Figure 4.28 and 4.29. It is 
described in the previous published literature, Radebaugh [10] that the phase angle 
between mass flow rate and temperature plays a vital role in the evaluation of 
performance of pulse tube refrigerator design.  The Figures 4.28 shows that at the end 
of the cold heat exchanger, the mass flow rate is lagging the pressure by a small phase 
angle which is similar to Radebaugh [10]. The Figures 4.29 illustrates the variation of 
the area weighted average temperature and mass flow rate at the exit of the pulse 
tube. It can be noted from this figure that the temperature and the mass flow rate are 
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almost out of phase. This condition of phase shift is due to small enthalpy flow through 
the pulse tube and the analysis is performed for no load condition. 
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Figure 4.28   Phase relation between mass flow rate and pressure at cold heat 
exchanger for ITPTR after steady state achieved. 
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Figure 4.29 Phase relation between mass flow rate and temperature at hot heat 
exchanger for ITPTR after steady state achieved. 
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At the root level (highest level) the ITPTR can be distributed into two main sub-
assemblies: the compressor zone and the cold space zone. They are connected by a 
transfer line as shown in Figure 5.1. The details of modelling of the individual 
components are illustrated as below. 
 
 Compressor 
 Filling pressure (pressure source)  
 Piston and Cylinder 
 Cold space 
 After cooler 
  Regenerator 
 Cold heat exchanger  
   Pulse tube 
  Hot heat exchanger 
 Inertance tube 
 Reservoir 
 Various connecting tubes and flow diffusion sections are also incorporated to 
modelling accurately. All of these subassemblies and components are individually 
covered here. In order to gain some physical resemblance between the sage model and 
the actual hardware, in general the model is set up to address the components from the 
left-to-right direction as shown in Figure 5.11. Additionally, when a ‘positive’ or 
‘negative’ attachment is encountered, negative refers to the left side of the component 
and positive refers to the right side of the component as shown in Figure 5.1. 
 
 
Figure 5.1 Root level components of ITPTR 
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5.2.1  Modelling of Compressor 
The compressor comprises of a single constrained piston driving a compression 
space. Generally the linear motor efficiency is estimated and then applied to the 
pressure-volume (PV) power determined by Sage to predict the electrical input to the 
compressor. The compressor can be designed in Sage using the available components. 
These components are, one pressure source and the generic cylinder from the “Basic” 
tab, and a constrained piston and cylinder composite component which already includes 
the necessary child components from the “Composite” tab.  These parent level model 
components are shown in Figure 5.2. 
 
 
Figure 5.2 Parent (root) level model components of a compressor 
 
 The pressure source component establishes the charge pressure for the ITPTR 
with the built-in density attachment std. This pressure source is precisely connected to 
the gas domain, compression space (generic cylinder). The pressure source behaves as 
an infinite isobaric gas reservoir. There is only one input variable of the pressure source 
that is Pcharge (charge pressure). When the pressure source connected to the gas domain 
the density in the gas domain adjusts itself so that time average pressure is continuous 
across the connection, and hence the time-average pressure at the negative end of the 
gas domain becomes Pcharge. As mentioned before the pressure source is connected to a 
generic cylinder as shown in Figure 5.2, which is the model for the compression space 
of the compressor. Figure 5.3 illustrates the child level components of the generic 
cylinder containing the supplementary components, cylinder-space gas from the ‘Gas 
Domain’ tab and isothermal surface from the ‘cylinder walls’ tab. Both of these 
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inlet and one negative facing volume component. The gas charge line component is 
attached from the ‘Charge/Inlets’ tab. This component contains the density element 
stdy, which is responsible for attachment to the pressure source at root level. This 
attachment regulates the system working mean pressure. The negative volume 
displacement component added from the ‘Volume Displacements’ tab contains the Pphsr 
and attached to the root level for connection to the constrained piston to represent the 
volume displacement at the boundary between the face of the piston and the gas. While 
it seems that something is incomplete by attaching a volume displacement to an area, 
one input of the constrained piston is its amplitude and this combination of piston area 
and amplitude complete the volume displacement connector. Lastly, the positive gas 
inlet attachment also added from the “Charge/inlets” tab which is exported to the root 
level for attachment. This represents the fact that the variable volume gas space is 
connected to some other external system rather than simply compressing and 
expanding in a dead volume. 
 
5.2.2 Modelling of Piston and Cylinder  
 The cylinder composite component is available in ‘composite’ tab as shown in 
Figure 5.2. It consists of a liner cylinder, one piston shell, a spring and a constrained 
piston as the child component as shown in Figure 5.4. 
 The ‘constrained piston and cylinder’ refers that the motion of the piston, i.e. 
the amplitude and phase are defined by input values only and not depend on other 
forces acting upon it. Its motion is driven by the forces acting upon the piston. The 
spring component is added at this level from the ‘springs and Dampers’ tab to model 
the attachment between the piston and the planar spring. There are no further child 
components associated with either the piston shell or cylinder liner. 
  Within the constrained piston child component of it and cylinder parent level 
component, two attachments are added from the “mechanical attachment” tab. The 
first attachment is a positive-facing area, which physically represents the face of the 
compressor piston. This attachment is exported out from this child level up to the top or 
root level for later attachment. The other is the negative-facing attachment. Fphsr, which 
physically represents the attachment of the piston to the spring. This attachment is 
exported out from this child level up to the constrained piston and cylinder level (Figure 
5.4) for later attachment. The only child component added to the spring component is 
the positive-facing attachment which connects to the negative-facing attachment of the 
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constrained piston at the constrained piston and cylinder level (Figure 5.4).  The 
compressor and the cold space are connected by a connecting tube. It is added from 
the child component tab ‘tube bundle’ available in heat exchanger components as 
shown in Figure 5.1. The modelling of connecting tube is similar to the compression 
space model as shown in Figure 5.5. 
 
  
Figure 5.5 Child level components of connecting tube. 
 
However, the duct gas labelled with a ‘D’ is shown in Figure 5.5. As discussed before ‘C’ 
stands for a cylinder-space gas domain whereas the ‘D’ sands for a duct gas domain. It 
can be seen that there is a connection between the gas domain and an isothermal 
surface. In the duct gas domain both a positive and negative gas inlet are included and 
attached to the root level with connection to the compression space and the rest of the 
system. Again, it is more appropriate to include the connecting tube along with the 
compressor rather than the cold head model. Some of the components shown in the 
edit view are not listed as part of the model tree. This is because these components 
have no input or output data associated with them. Therefore, they are used purely in 
the edit view window to indicate a connection between two other components. 
 
5.2.3  Modelling of Cold Space 
 Figure 5.6 describe the most significant components of the cold space portion 
of the Sage model. These include after cooler, regenerator, cold heat exchanger, pulse 
tube, hot heat exchanger, inertance tube and reservoir.  Additionally, some components 
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are attached to increase accuracy. A heat sink and a heat source are also attached to 
model the parasitic heat flow between them. 
 
Figure 5.6 Root level components of cold head model. 
After cooler, cold heat exchanger and hot heat exchanger are heat exchangers which 
transfer heat to or from, an external heat source or sink. They are all designed by 
initially selecting a tubular canister from the ‘canisters’ tab. The child components within 
all heat exchangers are the same type as they are isothermal. The child component of 
heat exchangers is shown in Figure 5.7. The first level of the child component is simply 
the matrix of the heat exchanger. In this case a woven screen matrix is selected from 
the ‘Matrices’ tab. The child levels consist of a gas domain and an isothermal surface as 
shown in Figure 5.7. Notice the ‘M’ represents a matrix gas domain, rather than the two 
gas domains discussed earlier. A matrix gas domain is used within a porous matrix or 
within uniform channels of tiny hydraulic diameter. Below the gas component are 
positive and negative gas inlets, whose connections are exported up to the root level as 
can be seen in Figure 5.7. 
5.2.4 Parasitic Warm Source and Cold Sink 
 Both the parasitic warm source and the parasitic cold sink, shown in Figure 5.6 
is  basically a point heat source and are inserted from the ‘Basic’ tab. Even though these 
are considered thermal solids, the only property accompanying with them is the 
temperature. There are no physical properties or area properties associated with them. 
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They are used only to combine steady heat flow connections, Qstd, which are child 
components attached to the root level. To calculate parasitic losses such as solid 
conduction, the temperatures are associated with an infinite source or sink. 
 
 
Figure 5.7 Child level components of heat exchanger models. 
5.2.5 Modelling of Regenerator 
 The regenerator model is assembled by preliminary with a tubular canister 
from the ‘Canisters’ tab. The regenerator is one special type of heat exchanger different 
from the other type of heat exchangers as discussed above. The other type of heat 
exchangers contains a solid matrix, are considered as isothermal. These heat 
exchangers either transfer heat from some external heat source to the gas or transfer 
heat from the gas to some external heat sink. In the first level child component the 
regenerator contains a random fiber of solid matrix instead of woven screens unlike the 
other type heat exchangers as shown in Figure 5.8. This level is also a heat conductor,  
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least number of simulation runs. Such approaches enable the user to define and study 
the effect of every single condition possible in a simulation, where several factors are 
involved [221, 222]. Response surface methodology is an assembly of statistical and 
mathematical methods beneficial for the developing, refining and optimizing processes. 
It deals with the circumstances where several input variables potentially affect the 
performance measure or quality of a product or process. The performance measure or 
quality is known as the response. The objective is to establish a suitable approximation 
of the true functional relationship between the independent variables and the process 
responses through response surface methodology. Generally, a second-order model as 
given in Equation  (5.1)  is employed in response surface methodology. 
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1 1
    
 
      k ki i ii i ij i j
i i kj
y X X X X  (5.1) 
Where y is the corresponding response for the input variables Xi, where Xi2 and Xi  Xj are 
the square and interaction terms of the parameters respectively. β0, βi, βii and βij are the 
unknown regression coefficients, and ε is the error. The Box-Behnken design is 
preferred over central composites as it is able to run the simulation with the least 
number of runs. It accomplishes the task with the non-sequential analysis and fewer 
design points. A three factorial and three levels (-1, 0, +1) is used for the construction 
of a second-order response surface model. The variables (factors) used in the study are 
the pulse tube diameter (A), pulse tube length (B), regenerator diameter (C) and 
regenerator length (D). The variable values generated from the RSM are used for 
numerical solutions to obtain the cold head temperature (Tcold) and input compressor 
power (Wcomp) values. They are reported in the “response” column of Table 5.2. The 
real values of the process variables (factors), their variation limits and number are 
selected, based on the preliminary simulation. The coded values along with the real 
values of the factors are shown in Table 5.1. A regression model is proposed and the 
results are studied using the Design Expert 7.0.0.  
Table 5.1 Real and coded levels of the independent variables 
Parameters 
Real values (mm) of coded levels 
-1 0 1 
Pulse tube diameter, A 8 12 16 
Pulse tube length, B  75 100 125 
Regenerator diameter, C 15 20 25 
Regenerator Length, D 50 100 150 
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Table 5.2 Box-Behnken design of experiment along with observed and predicted 
response. 
 
 
Run 
Coded levels of 
variables 
 Actual levels of 
variables 
Response 
(% degradation) 
Response 
(%degradation) 
Phase difference 
across regenerator 
A B C D A B C D Tcold 
Observed
Tcold 
Predicted
Wcomp 
Observed 
Wcomp 
Predicted 
 
At hot 
end 
 
At cold 
end 
1 -1 -1 0 0 8 75 20 100 60.5 59.77 107.6 106.63 22.86 -42.83
2 1 -1 0 0 16 75 20 100 50.9 51.78 77.73 79.31 34.37 1.79 
3 -1 1 0 0 8 125 20 100 45.9 43.92 102.4 94.33 22.72 -38.76
4 1 1 0 0 16 125 20 100 96.5 95.28 68.01 67.01 39.55 53.222
5 0 0 -1 -1 12 100 15 50 61.1 64.89 149.1 156.17 8.21 -14.96 
6 0 0 1 -1 12 100 25 50 55.9 51.91 69.15 60.25 26.79 -13.82
7 0 0 -1 1 12 100 15 150 40.8 42.13 139.2 137.97 30.72 -28.00
8 0 0 1 1 12 100 25 150 96 93.33 43.43 42.05 48.36 -22.88
9 -1 0 0 -1 8 100 20 50 67.3 66.2 118.3 121.27 1.72 38.09
10 1 0 0 -1 16 100 20 50 70.15 66.08 68.8 70.57 35.02 26.96
11 -1 0 0 1 8 100 20 150 52.3 52.88 87.5 79.69 37.1 -47.82
12 1 0 0 1 16 100 20 150 97.3 98.24 77.37 75.75 8.37 41.91
13 0 -1 -1 0 12 75 15 100 47.9 44.59 161.7 155.13 16.25 -33.8
14 0 1 -1 0 12 125 15 100 46.1 45.35 143.8 139.01 22.16 -8.36
15 0 -1 1 0 12 75 25 100 47.2 49.61 54.97 55.39 40.92 -34.296
16 0 1 1 0 12 125 25 100 73.2 78.37 43.3 46.91 48.5 -1.484
17 -1 0 -1 0 8 100 15 100 65.1 64.15 169.5 163.13 15.67 -49.92
18 1 0 -1 0 16 100 15 100 63.8 60.63 130.3 128.5 26.84 28.46
19 -1 0 1 0 8 100 25 100 55 57.03 61 59.55 40.93 -41.91 
20 1 0 1 0 16 100 25 100 108 105.79 38.8 39.89 50.88 39.83
21 0 -1 0 -1 12 75 20 50 54.4 43.84 105.8 107.62 6.36 -24.84
22 0 1 0 -1 12 125 20 50 56.1 53.6 88.38 87.08 20.91 -2.68 
23 0 -1 0 1 12 75 20 150 38.41 48.26 85.07 81.18 36.42 -40.05
24 0 1 0 1 12 125 20 150 51 68.02 78.63 77.12 37.57 -5.472
25 0 0 0 0 12 100 20 100 39.5 40 88.69 88.25 28.76 -22.54 
26 0 0 0 0 12 100 20 100 41 40 91 88.25 28.76 -22.54
27 0 0 0 0 12 100 20 100 40 40 87 88.25 28.76 -22.54
28 -1 0 0 1 8 100 20 150 52.3 52.88 87.5 79.69 37.1 -47.82 
29 1 0 0 1 16 100 20 150 97.3 98.24 77.37 75.75 8.37 41.91
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system, the predicted RSM generated models versus actual value plots are shown in 
Figure 5.13. It is observed from the comparison that the data are almost normally 
distributed with some deviation in an acceptable range of error. And also, the normal 
probability plot and residual plot for Tcold are shown in Figure 5.14 and Figure 5.15, 
respectively, and these figures display an identical trend of behaviour observed in the 
actual value of Tcold. The regression equation developed from the ANOVA in terms of the 
coded factors for Tcold, is given in Equation (5.2). 
Table 5.3 ANOVA results of the response surface quadratic model for Tcold. 
Source Squares df 
Mean 
Square 
F Value Prob > F 
 
Model 10156.756 14 725.4826 33.8271 < 0.0001 significant 
A-PDia 1534.540 1 1534.541 71.55109 < 0.0001  
B-
Plength 652.6875 1 652.6875 30.43288 < 0.0001  
C-RDia 1084.900 1 1084.901 50.58571 < 0.0001  
D-
Rlength 266.0208 1 266.0208 12.40376 0.0034  
AB 826.5625 1 826.5625 38.54016 < 0.0001  
AC 683.8225 1 683.8225 31.88461 < 0.0001  
AD 517.5625 1 517.5625 24.1324 0.0002  
BC 196 1 196 9.138899 0.0091  
BD 25 1 25 1.165676 0.2985  
CD 1024 1 1024 47.74608 < 0.0001  
A2 2549.387 1 2549.388 118.8704 < 0.0001  
B2 37.36216 1 37.36216 1.742087 0.2081  
C2 945.7662 1 945.7662 44.09827 < 0.0001  
D2 788.4364 1 788.4365 36.76245 < 0.0001  
Residual 300.255 14 21.44679    
Lack of 
Fit 
238.255 10 23.8255 1.537129 0.3606 
not 
significant 
Pure 
Error 
62 4 15.5    
Cor Total 10457.011 28  
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2 2 2 2
40.00 1.31* 7.38* 9.51* 4.71* 14.37* * 13.07* * 11.37* *
             7.00* * 2.50* * 16.00* * 19.82* 2.40* 12.08* 11.03*
Tcold A B C D A B A C A D
B C B D C D A B C D
        
     
(5.2) 
 where A, B, C and D are the coded values of the pulse tube diameter, pulse tube 
length, regenerator diameter and regenerator length, respectively. Figure 5.16 (a) 
demonstrates the response surface 3-D plot of the effect of the interactive relationship 
between Tcold, pulse tube diameter and regenerator diameter while keeping the other 
factors constant. It shows that the minimum temperature can be achieved by increasing 
the pulse tube diameter from 8 mm to 11 mm at which the minimum no load 
temperature of 37.6 K is obtained at the cold head.  A further increase in the pulse tube 
diameter may increase the cold head temperature. Similarly, by increasing the 
regenerator diameter from 15 mm to 17.8 mm, the minimum cold head temperature 
can be achieved and further increase in the regenerator diameter may cause an 
increase in the cold head temperature. The amalgamated effect of the pulse tube length 
and regenerator length on the cold head temperature is shown in Figure 5.16 (b) in 
terms of the response surface 3-D plot while keeping the other factors constant. The 
figure demonstrates that the increase in the pulse tube length causes an increase in the 
cold head temperature. So in the present case, the minimum 75mm tube length is 
treated as the optimized length. This figure also demonstrates that by increasing the 
regenerator length from 50 mm to 85 mm, the minimum cold head temperature can be 
achieved and further increase in the regenerator length may cause an increase in the 
cold head temperature.  
5.5.3 Analysis of factors influencing Wcomp 
The results of the proposed quadratic model for the input compressor work 
Wcomp in the form of ANOVA are presented in Table 5.4. The proposed model’s 
significance and accuracy are evaluated using the mean square value, Adjusted R-
Squared Value, F-value and P-value are presented in this table. The model is significant 
as p-value < 0.0001 and corresponding F-value is 265.84. There is only a 0.01% chance 
that a "Model F-Value" could be large due to noise. In the proposed model the R2 value 
is 0.9933 and the "Pred R-Squared" value is 0.9809.The "Pred R-Squared" of 0.9809 is 
in reasonable agreement with the "Adjusted R-Squared" of 0.9895. The "Lack of Fit F-
value" of 2.09 implies that the Lack of Fit is not significant relative to the pure error. 
The non-significant lack of fit is good which is required for a model to fit. As all the 
model statistics and diagnostic plots are significant, it can be proposed to handle the 
design space. In order to ensure that the present model adequately represents the real 
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system, the predicted RSM-generated models versus actual value plots are shown in 
Figure 5.17. It is observed from the comparison of model that the data are almost 
normally distributed with some deviation in an acceptable range of error. And also the 
normal probability plot and residual plot for Wcomp are shown in Figure 5.18 and Figure 
5.19 and respectively, and these figures display an identical trend of behaviour 
observed in the actual value of Wcomp. The regression equation developed from the 
ANOVA in terms of the coded factors for Wcomp is given in Equation (5.3): 
 
 
Figure 5.13 Actual versus predicted values for Tcold 
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Figure 5.14 Normal probability plot for Tcold 
 
Figure 5.15 Residual plot for Tcold 
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 (a) Effect of pulse tube diameter (A) and regenerator diameter (C) (unit: K, mm) 
 
 (b) Effect of pulse tube length (B) and regenerator length (D) (unit: K, mm). 
Figure 5.16 The response surface 3D plot of cold head temperature (Tcold),  
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2 2
 88.25 13.66* 6.15* 47.96* 9.10* 3.83* * 11.69* *
               1.91* * 4.12* * 1.43* 10.86*
Wcomp A B C D A C A D
B C B D A C
       
     (5.3) 
 where A, B, C and D are the coded values of the pulse tube diameter, pulse tube 
length, regenerator diameter and regenerator length, respectively. 
Table 5.4 ANOVA results of the response surface quadratic model for Wcomp 
Source 
Squares 
Degrees of 
freedom Mean Square F-Value Prob > F 
Model 32851.42015 10 3285.142 265.8433 < 0.0001 significant
A-PDia 2237.5083 1 2237.508 181.0657 < 0.0001 
B-Plength 453.2552083 1 453.2552 36.67874 < 0.0001  
C-RDia 27605.77613 1 27605.78 2233.94 < 0.0001 
D-Rlength 992.8102083 1 992.8102 80.34111 < 0.0001 
AC 58.6756 1 58.6756 4.748201 0.0429  
AD 546.1569 1 546.1569 44.19662 < 0.0001 
BC 14.630625 1 14.63063 1.183953 0.2909 
BD 67.8976 1 67.8976 5.494473 0.0308 
A2 14.19581286 1 14.19581 1.148767 0.2980 
C2 814.5171129 1 814.5171 65.91311 < 0.0001 
Residual 222.433867 18 12.35744  
Lack of 
Fit 195.633867 14 13.97385 2.085649 0.2496 
not 
significant 
Pure 
Error 26.8 4 6.7    
Cor Total 33073.85402 28  
 
Figure 5.20 (a) illustrates the response surface 3-D plot of the effect of the interactive 
relationship between the Wcomp, pulse tube diameter and regenerator diameter while 
keeping the other factors constant. It indicates that for a large size of diameter of both 
the pulse tube and regenerator, less amount of compressor input power is required. 
The amalgamated effect of the pulse tube length and regenerator length on the Wcomp is 
shown in Figure 5.20 (b) in terms of the response surface 3-D plot while keeping the 
other factors constant. It demonstrates that the increase in the pulse tube length and 
regenerator length causes a small change in the input power of the compressor. The 
detail of phase shift at the inlet and outlet of regenerator are presented in Table 5.2.  
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Figure 5.17 Actual versus predicted values for Wcomp 
 
 
Figure 5.18 Normal probability plot for Wcomp 
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Figure 5.19 Residual plot for Wcomp 
   
(a) Effect of pulse tube diameter (A) and regenerator length (C) (unit: W, mm) 
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[189, 223-226]  based on multi-objective algorithms have been reported in engineering 
application out of them the NSGA-II [227], is chosen for this investigation. The multi-
objective evolutionary algorithm based on non-dominated sorting is known as the Non-
dominated Sorting Genetic Algorithm II (NSGA II). It utilizes elitist a non-dominated 
sorting along with the crowding distance sorting to get the non-dominated set. The 
algorithm is skilled enough to handle constrained multi-objective optimization problems 
with binary coding and real parameters. GA requires the fitness value or objective 
function for the optimization problem. Hence, it is essential that a decision variable 
should relate to the objective.  
In the present work, the objectives are the minimizations of both Tcold and Wcomp, 
which are functions of the decision variables, viz., pulse tube diameter and length, and 
regenerator diameter and length. Accordingly, the empirical relation between the input 
parameters and process responses obtained in equations (5.2) and (5.3) are used as 
the functional relations (Appendix 2). The objective functions are given below.  
Objective 1 = Wcomp 
Objective 2 = Tcold 
Table 5.5 Selected solutions from pareto optimal solution set and corresponding 
variable 
SL No A B C D Wcomp Tcold 
1 14.62578 88.45384 24.6439224 56.04009 51.43606 58.70423 
2 15.89712 114.9118 24.9039371 52.96548 35.17943 99.71579 
3 12.95483 75.67757 21.511543 78.31189 80.61532 36.85883 
4 12.89086 75.12838 19.989692 88.59774 92.6734 35.83691 
5 13.16342 84.3197 24.1646747 84.12444 58.08971 49.30446 
6 16 124.9975 24.9988225 50.19165 30.64074 113.4261 
7 13.15658 76.92123 23.4482054 81.05095 64.72501 42.0237 
8 14.94841 110.234 24.905052 58.31847 41.78619 82.89589 
9 15.84462 109.1368 24.9038098 52.92973 37.33482 92.44319 
10 13.08051 83.88019 21.3198499 87.38444 77.66808 39.41027 
11 14.85274 116.8091 24.9872984 51.68942 39.63846 87.44903 
12 13.71213 75.1024 23.734579 88.02741 60.14809 46.26508 
13 14.90305 89.89685 24.6574533 58.00704 49.40933 62.60915 
14 14.88046 108.5202 24.8577186 56.96376 42.82395 79.80368 
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15 13.97919 92.48448 24.2834052 70.52878 53.90447 57.16309 
16 15.96571 116.9724 24.9449969 51.12519 33.80095 103.0091 
17 13.10556 75.77559 20.7740162 82.2182 85.51777 37.7478 
18 13.06947 80.51699 22.7976334 78.31095 68.95155 40.83412 
19 14.4907 82.14634 24.3699082 60.43415 55.08384 52.4978 
20 15.91189 122.4761 24.8400386 52.34957 32.79875 108.2469 
21 15.63315 89.33256 24.6573652 56.00053 45.96201 69.0902 
22 13.0267 75.51437 20.7502207 80.46632 86.50358 39.56583 
23 14.86062 108.0805 24.5888181 55.58221 44.19673 77.27509 
24 13.26093 79.66957 22.2882937 69.78429 73.53463 39.41882 
25 12.57665 75.00299 19.3591323 95.80832 98.74976 37.55319 
 
There are two responses which might not be applicable simultaneously for all industrial 
applications. The NSGA II code’s simulation is generated by using the MATLAB toolbox. 
The choice of responses depends purely on the requirements of the users. The 
constrained values are selected from the numerical observations. These results of the 
constrained Pareto-optimal solutions are for two combinations of Wcomp and Tcold. An 
initial population size of 80 is set with the simple crossover and bitwise mutation with a 
crossover probability, Pc = 0.8, migration fraction 0.2, migration interval 20 and Pareto 
fraction 0.35. The sample set of optimal solutions with the process parameters for Wcomp 
and Tcold are given in Table 5.5. Figure 5.21 shows the Pareto-optimal front solutions for 
responses of the Wcomp and Tcold combination. 
 
Table 5.6 Conformation results for Wcomp and Tcold 
Optimized combination   
Pulse 
tube 
diameter 
(mm) 
Pulse tube 
length 
(mm) 
Regenerator 
Diameter(mm) 
Regenerator 
Length 
(mm) 
Wcomp 
(W) 
Tcold 
(K) 
Phase difference across 
regenerator 
At hot end At cold end 
12.8908 75.128 19.989 88.597 93.2 36.2 21.79 -27.64 
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 The proposed response surface methodology is used to analyse the relationship 
of the process parameters such as the Pulse tube diameter, Pulse tube length, 
and regenerator diameter and regenerator length, to responses such as the Tcold 
and Wcomp, which are tested using the ANOVA analysis. 
 The proposed generated heat transfer model is significant as the values of the F 
test and Prob > F is confirmed from the ANOVA analysis. 
 The results generated from the response surface methodology revealed that up 
to a certain limit, an increase in the diameter of the pulse tube and regenerator 
led to the decrease of the cold head temperature, after which further increase 
the diameter causes an increase in the temperature. It is also concluded that 
the bigger is the diameter of the pulse tube and regenerator, the lesser is the 
amount of input compressor power required. 
 The numerical experiments with the optimum layout of the proposed ITPTR are 
analysed for the accuracy of the optimization results. This confirms that the 
presented response surface methodology in this study is effective to optimize 
the model, reducing the experimental expense in optimization or improvement. 
 Finally, the conclusion of the present investigation indicates that modelling and 
optimization of the pulse tube refrigerator system can be implemented using 
the RSM and NSGA-II to save time, cost and effort. 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
  
6 
M
PU
 
6.1
SAG
and
sum
inv
pul
ref
lim
typ
PTR
larg
Fig
coo
orif
6.2
pre
ine
orif
Chapt
ODEL
LSE	T
 Introd
The mo
E software
 optimisat
marised. T
estigate the
The diff
se tube ref
rigerator ca
its its work
e. Generall
. Therefor
e oscillatin
ure 6.1 Sc
ler, C- reg
ice valve, H
 Geome
The sch
sented in 
rtance tube
ice valve lo
er 6 
ING	 A
UBE	R
uction 
delling and
 is present
ion of Gif
he numeri
 influence 
erence betw
rigerator (
n operate u
ing frequen
y a rotary 
e, a GM typ
g amplitude
hematic m
enerator, D
-buffer 
try of or
ematic dia
Figure 6.1.
 pulse tub
cates betw
ND	 O
EFRI
 optimisati
ed in the p
ford–McMa
cal code SA
of geometr
een Stirlin
PTR) is the
nder high 
cy. Hence 
valve is us
e pulse tub
s to yield l
odel of orif
-cold heat 
ifice puls
gram with
 The extra
e refrigerat
een the ho
146
PTIMI
GERAT
on of inert
revious cha
hon (GM) 
GE, with g
ical and ope
g type pul
 operating 
frequency, 
the compre
ed as the
e refrigera
ower tempe
ice pulse t
exchanger,
e tube re
 details o
 part of an
or is the o
t end of pu
ZATIO
OR		
ance tube 
pter. In thi
type orific
raphical use
rating para
se tube ref
frequency.
whereas G
ssors used
pressure d
tor usually 
rature com
ube refrige
 E-pulse tu
frigerato
f an orific
 orifice pu
rifice instea
lse tube a
N	 OF
pulse tube
s chapter n
e pulse tu
r interface
meters on 
rigerator m
 The Stirlin
M type puls
 for both th
istribution s
works at lo
pared to S
rator. A- co
be, F-hot h
r 
e pulse tu
lse tube re
d of the in
nd the rese
	 ORIF
 refrigerato
umerical m
be refrige
, has been 
performanc
odel and G
g type pu
e tube refr
e case is d
ystem in G
w frequenc
tirling mode
mpressor, 
eat exchan
be refrige
frigerator 
ertance tu
rvoir. The 
ICE	
r using 
odelling 
rator is 
used to 
e. 
M type 
lse tube 
igerator 
ifferent 
M type 
ies with 
l.  
 
B- after 
ger, G-
rator is 
than an 
be. The 
opening 
  
of t
the
6.3
mo
res
line
tho
sub
tra
des
 
 
6.3
 
pre
rota
the
fro
6.3
he orifice c
 hot end of
 Model
The des
del as desc
pective sec
, reservoir
se describe
At the 
assemblies
nsfer line a
cribed in th
.1 Mode
The 
ssure buffe
ry valve a
 available 
m the “Com
. 
ontrols the
 pulse tube
ing of O
cription of 
ribed in se
tions. Deta
, other par
d in earlier
root level 
: the comp
s shown in
e following
Fig
lling of C
compresso
rs (one hig
nd suction 
component
posite” tab
 phase ang
. 
PTR 
sage mode
ction 5.2. T
ils of mod
ameters an
 model in s
(highest le
ressor zone
 Figure 6.2
 sections.
ure 6.2 Ro
ompressor
r comprises
h and ano
rotary valv
s are, from
.  These p
147
le between
lling for th
he additio
elling of th
d temperat
ection 5.2.
vel) the O
 and the c
. The deta
 
ot level co
 
 of a mas
ther is low
e). The co
 the “Basic
arent level
 pressure w
e OPTR is 
nal bounda
e regenera
ure depen
PTR can b
old space z
ils of GM ty
mponents o
s flow pum
 pressure),
mpressor c
” tab, and
 model com
ave and m
very simila
ry conditio
tor, heat e
dent prope
e distribut
one. They a
pe compre
f OPTR 
p, one pre
 two rotary
an be desig
 necessary
ponents a
ass flow ra
r to that o
ns are liste
xchanger, 
rties are si
ed into tw
re connect
ssor mode
ssure sour
 valves (di
ned in sag
 child com
re shown in
te near 
f ITPTR 
d in the 
transfer 
milar as 
o main 
ed by a 
lling are 
 
ce, two 
scharge 
e using 
ponents 
 Figure 
  
6.3
 
and
6.4
com
app
the
F
6.4
exp
num
dia
freq
me
Figu
.2 OPTR
The 
 Figure 6.3
 relates the
ponents s
ropriate bo
 Sage mod
igure 6.4 
 Respo
The resu
eriment (D
erical inv
meter (A), 
uency (E)
asured in te
re 6.3 Par
 Assembly
component
 are assem
 Sage mod
hown in th
undary co
els are show
OPTR sche
nse surfa
lts of the n
OE) appro
estigation 
pulse tube 
, charging
rms of cold
ent (root) l
 
s and suba
bled toget
el numberi
e schemat
nnections w
n in the sc
matic labell
ce metho
umerical a
ach, such
has been c
length (B)
 pressure 
 head tem
148
evel model 
ssemblies, 
her to crea
ng system 
ic of Figur
ith Sage. 
hematic. 
ed with cor
dology (
nalysis of O
 as respon
onducted 
, regenerat
(F), and 
perature (T
component
or building
te the mod
as discusse
e 6.1. The
Note that 
responding
RSM) 
PTR are o
se surface
to investig
or diamete
orifice dia
cold) and in
s of the co
 blocks, sh
el of the e
d on the ab
 numbers 
not all com
 numbers f
btained thr
 methodo
ate the eff
r (C), rege
meter (G)
put compre
mpressor 
own in Fig
ntire OPTR
ove sectio
correspond
ponents s
rom Sage m
ough the d
logy (RSM)
ect of pul
nerator len
 on perfo
ssor power
 
ure 6.2 
. Figure 
n to the 
 to the 
hown in 
odels 
esign of 
.  The 
se tube 
gth (D), 
rmance 
 (Wcomp) 
 
 149 
 
values. In the present study, the Box-Behnken design has been selected to obtain the 
interaction between the output response functions and independent input 
variables.  There are 62 numerical runs performed in a Box-Behnken RSM design with 
three levels of seven factors and six centre points. For the smooth numerical run, the 
parametric levels are decoded using the Equation.(6.1). 
 
max min
max min
X XX-
2Coded Value (Z)= X -X
2

 (6.1) 
where, Z is coded value (-1, 0, 1), Xmax and Xmin is maximum and minimum value of 
actual parameters and X is the actual value of  the corresponding parameter. Table 6.1 
shows the coding of the process parameters. Tble 6.2 presents the RSM Box-Bhenkhen 
design and results for seven variables in coded form and real input variables. The 
details of the methodology used in this work are illustrated in Figure 5.12. 
 
Table 6.1 Real and coded levels of the independent variables 
Process Parameters Symbols 
Code 
-1 0 1 
Pulse tube diameter, A (mm) A 10 15 20 
Pulse tube length, B (mm) B 80 100 120 
Regenerator diameter, C (mm) C 15 20 25 
Regenerator Length, D (mm) D 60 80 100 
Frequency, E (Hz) E 6 12 18 
Charging pressure, F (bar) F 5 10 15 
Orifice diameter, G (m) G 0.0006 0.00075 0.0009 
 
 
Table 6.2 Box-Behnken design of experiment along with observed and predicted 
response. 
Run 
order 
Factor (coded units) Actual levels of variables   
A B C D E F G A B C D E F G Tcold Wcomp 
1 0 0 0 1 1 1 0 15 100 20 60 6 5 0.00075 59 1259 
2 0 0 0 1 1 1 0 15 100 20 100 6 5 0.00075 48 1288 
3 0 0 0 1 1 1 0 15 100 20 60 18 5 0.00075 87.5 972.8 
4 0 0 0 1 1 1 0 15 100 20 100 18 5 0.00075 79 994.2 
5 0 0 0 1 1 1 0 15 100 20 60 6 15 0.00075 68 435.7 
6 0 0 0 1 1 1 0 15 100 20 100 6 15 0.00075 55 411.9 
7 0 0 0 1 1 1 0 15 100 20 60 18 15 0.00075 100 265.7 
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8 0 0 0 1 1 1 0 15 100 20 100 18 15 0.00075 88 271.3 
9 1 0 0 0 0 1 1 10 100 20 80 12 5 0.0006 85.5 1069 
10 1 0 0 0 0 1 1 20 100 20 80 12 5 0.0006 88 1067 
11 1 0 0 0 0 1 1 10 100 20 80 12 15 0.0006 83 341.2 
12 1 0 0 0 0 1 1 20 100 20 80 12 15 0.0006 90 304.1 
13 1 0 0 0 0 1 1 10 100 20 80 12 5 0.0009 128.7 1103 
14 1 0 0 0 0 1 1 20 100 20 80 12 5 0.0009 69 1099 
15 1 0 0 0 0 1 1 10 100 20 80 12 15 0.0009 150 369.4 
16 1 0 0 0 0 1 1 20 100 20 80 12 15 0.0009 71 311.7 
17 0 1 0 0 1 0 1 15 80 20 80 6 10 0.0006 44 650.9 
18 0 1 0 0 1 0 1 15 120 20 80 6 10 0.0006 49.5 632.5 
19 0 1 0 0 1 0 1 15 80 20 80 18 10 0.0006 97.5 438.6 
20 0 1 0 0 1 0 1 15 120 20 80 18 10 0.0006 110 438.7 
21 0 1 0 0 1 0 1 15 80 20 80 6 10 0.0009 130 825 
22 0 1 0 0 1 0 1 15 120 20 80 6 10 0.0009 74.6 656.2 
23 0 1 0 0 1 0 1 15 80 20 80 18 10 0.0009 78.5 462.5 
24 0 1 0 0 1 0 1 15 120 20 80 18 10 0.0009 85 460.9 
25 1 1 0 1 0 0 0 10 80 20 60 12 10 0.00075 121 560 
26 1 1 0 1 0 0 0 20 80 20 60 12 10 0.00075 76 501 
27 1 1 0 1 0 0 0 10 120 20 60 12 10 0.00075 86.5 530.7 
28 1 1 0 1 0 0 0 20 120 20 60 12 10 0.00075 94 494.3 
29 1 1 0 1 0 0 0 10 80 20 100 12 10 0.00075 112.5 538.4 
30 1 1 0 1 0 0 0 20 80 20 100 12 10 0.00075 69 514 
31 1 1 0 1 0 0 0 10 120 20 100 12 10 0.00075 84.5 526.4 
32 1 1 0 1 0 0 0 20 120 20 100 12 10 0.00075 82.5 511 
33 0 0 1 1 0 0 1 15 100 15 60 12 10 0.0006 77.5 535.3 
34 0 0 1 1 0 0 1 15 100 25 60 12 10 0.0006 93 482.6 
35 0 0 1 1 0 0 1 15 100 15 100 12 10 0.0006 68.5 559.3 
36 0 0 1 1 0 0 1 15 100 25 100 12 10 0.0006 85 480.3 
37 0 0 1 1 0 0 1 15 100 15 60 12 10 0.0009 69.2 556.7 
38 0 0 1 1 0 0 1 15 100 25 60 12 10 0.0009 74.5 497.8
39 0 0 1 1 0 0 1 15 100 15 100 12 10 0.0009 67 582.4
40 0 0 1 1 0 0 1 15 100 25 100 12 10 0.0009 71 498.1 
41 1 0 1 0 1 0 0 10 100 15 80 6 10 0.00075 160 1053 
42 1 0 1 0 1 0 0 20 100 15 80 6 10 0.00075 51.5 679 
43 1 0 1 0 1 0 0 10 100 25 80 6 10 0.00075 140 895.6 
44 1 0 1 0 1 0 0 20 100 25 80 6 10 0.00075 52 577.7
45 1 0 1 0 1 0 0 10 100 15 80 18 10 0.00075 82.6 479.2
46 1 0 1 0 1 0 0 20 100 15 80 18 10 0.00075 107 478.8 
47 1 0 1 0 1 0 0 10 100 25 80 18 10 0.00075 102 433.8 
48 1 0 1 0 1 0 0 20 100 25 80 18 10 0.00075 116 435.7 
49 0 1 1 0 0 1 0 15 80 15 80 12 5 0.00075 59 1151 
50 0 1 1 0 0 1 0 15 120 15 80 12 5 0.00075 66.5 1147
51 0 1 1 0 0 1 0 15 80 25 80 12 5 0.00075 58.5 1151
52 0 1 1 0 0 1 0 15 120 25 80 12 5 0.00075 67 1147 
53 0 1 1 0 0 1 0 15 80 15 80 12 15 0.00075 62.3 351.9 
54 0 1 1 0 0 1 0 15 120 15 80 12 15 0.00075 72 344.9 
55 0 1 1 0 0 1 0 15 80 25 80 12 15 0.00075 75 299.2 
56 0 1 1 0 0 1 0 15 120 25 80 12 15 0.00075 83.3 292.7
57 0 0 0 0 0 0 0 15 100 20 80 12 10 0.00075 44.1 489
58 0 0 0 0 0 0 0 15 100 20 80 12 10 0.00075 44.9 483 
59 0 0 0 0 0 0 0 15 100 20 80 12 10 0.00075 45.2 480 
60 0 0 0 0 0 0 0 15 100 20 80 12 10 0.00075 44.3 486 
61 0 0 0 0 0 0 0 15 100 20 80 12 10 0.00075 45.2 480 
62 0 0 0 0 0 0 0 15 100 20 80 12 10 0.00075 44.4 485 
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G^2 1540.81 1 1540.81 14.84 0.0004  
Residual 3944.29 38 103.8    
Lack of Fit 3484.29 33 105.58 1.15 0.4892 Not 
significa
nt 
Pure Error 460 5 92  
Cor Total 39878.83 61     
 
6.5.2 Analysis of factors influencing Tcold 
The ANOVA results of the proposed quadratic model for Tcold are presented in 
Table 6.3. The suggested model’s significance and accuracy are calculated, using the 
Adj R-squared value, mean square value, P-value and F-value, and presented. The 
model is significant as the corresponding F-value of 15.05. In the proposed model the 
R2 value is 0.9011 and the "Pred R-Squared" value is 0.6733. The "Pred R-Squared" of 
0.6733 is in sensible agreement with the "Adj R-Squared" of 0.8412. The "Lack of Fit F-
value" of 1.54 implies that the Lack of Fit is not significant relative to the pure error. As 
all the model statistics and diagnostic plots are significant, it can be proposed to handle 
the design space. In order to ensure that the present model adequately represents the 
real system, the predicted RSM-generated models versus actual value plots are shown 
in Figure 6.5. It is observed from the comparison of models, that the data are almost 
normally distributed in an acceptable range of error, with some deviations. And also, the 
normal probability plot and the residual plot for Tcold are shown in Figure 6.6 and 6.7 
respectively, and these figures show an identical trend of behaviour observed in the 
actual value of Tcold. The regression equation developed from the ANOVA in terms of the 
coded factors for Tcold, is given in equation (6.2): 
57.23 15.43*A 1.16* B 3.09*C 4.01* D 4.01* D 8.40* E 4.25* F 4.04 * G 11.75 *A * B
             29.36* A * E 18.53 *A *G 8.61* B* E 8.36 *B*G 5.99 *C* E 3.00 *C *F 2.84*C*G
             19.39* E *G 2.98 *F*G 26.
Tcold         
   

  
  2 2 2 2 2 295 *A +4.22 *B 5.58 *C  2.81*D 12.10* E 10.55*G   
  (6.2) 
where A, B, C, D, E, F and G are the coded values of the pulse tube diameter, pulse 
tube length, regenerator diameter, regenerator length, operating frequency, charging 
pressure, and orifice diameter, respectively. The interaction effect of input design 
parameters for cold end temperature and input compressor power are visualized 
through 3-D response surface plots. In order to investigate the performance of the 
OPTR, the operating condition such as charging pressure and operating frequency, and 
the geometrical parameters are varied, and in each case the cold end temperature and 
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input compressor power are noted. It is observed that the minimum temperature is 
achieved at the cold end of the pulse tube refrigerator of 44 K with a compressor power 
651 W which is produced by the combination of the pulse tube diameter 15 mm, the 
regenerator diameter 20 mm, and the orifice diameter 0.0006 m. The combined 
interaction effects of pulse tube diameter and length of cold head temperature are 
shown in Figure 6.8 (a) in 3-D surface plot, while keeping the other factors constant. It 
shows that the minimum  temperature can be achieved, by increasing the pulse tube 
diameter from 10 mm to 17.5 mm, at which the minimum no load temperature of 44 K 
is observed at the cold head. Furthermore, an increase in the pulse tube diameter may 
increase the cold head temperature. 
 
 
Figure 6.5 Actual versus predicted values for Tcold 
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Figure 6.6 Normal probability plot for Tcold 
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Figure 6.7 Residual plots for Tcold 
 
This figure also demonstrates, that the increase in the pulse tube length causes 
an increase in the cold head temperature, hence, for the present case, the minimum 80 
mm tube length is treated as the optimized length. The amalgamated effect of the 
regenerator diameter and frequency on the cold head temperature is shown in Figure 
6.8 (b) in terms of the response surface 3-D plot, while keeping the other factors 
constant. It shows that cold head temperature increases monotonically with an increase 
of pulse tube diameter. Cold end temperature decreases with increases in frequency 
from 9 Hz up to 13 Hz and then it increases with further increases in frequency. The 
amalgamated effect of the charging pressure and the orifice opening on the cold head 
temperature is shown in Figure 6.8 (c) in terms of the response surface 3-D plot, while 
keeping the other factors constant. It shows that cold head temperature increases 
monotonically with increase of charging pressure. Cold end temperature decreases with 
increases in frequency from 0.0007 up to 0.0008 and then it increases with further 
increases in frequency. 
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(a) effect of pulse tube diameter (A) and pulse tube length (B) 
 
(b) Effect of regenerator diameter (C) and frequency (E), 
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(c) Effect of orifice opening (G) and Charging pressure (F). 
Figure 6.8 The response surface 3D plot of cold head temperature (Tcold) of OPTR.  
6.5.3 Identification of factors influencing Wcomp 
The analysis of variance (ANOVA) for Wcomp is presented in Table 6.4. For 
significance check, F value given in Table 6.4 is used. The F-value of 105.15 in the 
ANOVA table implies that the model is significant. Some Prob > F (p-value) values for 
this proposed quadratic model are less than 0.05 (i.e., α = 0.05, or 95% confidence). 
This directs that the factors having a low p-value in the quadratic model are considered 
to be statistically significant, which is desirable, as it demonstrates that the terms in the 
model have a significant effect on the response. An insignificant lack of fit is desirable 
because it indicates any term left out of model is not significant and developed model 
fits well. The lack of fit (p-value = 3.04) indicates that model is adequate. For a model 
to fit the experimental data, the coefficient of determination R2 value should be close to 
1.  The R2 value of 0.9867, which indicates the high correlation between observed and 
predicted values and only 1.33% of the total variations cannot be explained by the 
model. As a further check, the normality test of residuals is carried out. Adding variable 
to a model always increases R2, regardless of whether the additional variables are 
statistically significant or not. Thus it is possible for models that have large values of R2 
to yield poor results. As R2 always increases on adding terms to the model, use of 
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adjusted R2 (adjusted determination coefficient) is preferred. In general, the adjusted 
R2 does not always increases as variables are added to the model. In fact, if 
unnecessary terms are added, the value of adjusted R2 often decreases. A large 
difference in R2 and adjusted R2 indicates the inclusion of insignificant terms to the 
model. In the present model, adjusted R2 value of 0.9689 and R2 value of 0.9867 are 
close enough to suggest an excellent correlation between the response and 
independent variables. In overall, the results of the ANOVA indicate that the proposed 
model is statistically significant, and can be used to navigate the design space.  It is 
evident from Figure 6.9 that residuals are distributed as per normal distribution. 
The regression equation developed from the ANOVA in terms of the coded 
factors for Wcomp is given in Equation (6.3). 
511.67 38.60 * A 10.88 * B 30.29 * C 3.49 * D 134.68 * E 393.68*F 17.63 *G 86.68 *A*E
              11.10 *A*F 23.21*B*E 0.69*B*F 19.01*B*G 6.46 * C *  D 21.28 * C *  E 13.11 * C *  F
         
 Wcomp         
      

2 2 2 2 2
2 2
     8.57 *D*F 33.68*E *F 18.96*E *G 21.21 * A +5.76 *B 36.03 *C 16.67*D 60.19*E +
              182.13*F 6.96*G
     

 (6.3) 
Table 6.4 ANOVA table for Wcomp 
Source Squares df Square Value Prob > F  
Model 4.83E+06 25 1.93E+05 105.18 < 0.0001 significant
A-PD 35759.04 1 35759.04 19.47 < 0.0001  
B-PL 2842.73 1 2842.73 1.55 0.2215  
C-RD 22022.04 1 22022.04 11.99 0.0014  
D-RL 291.9 1 291.9 0.16 0.6925  
E-Freq 4.35E+05 1 4.35E+05 237.02 < 0.0001  
F-Pcharg 3.72E+06 1 3.72E+06 2025.25 < 0.0001  
G-Orifice 7462.43 1 7462.43 4.06 0.0513  
AE 60100.45 1 60100.45 32.72 < 0.0001  
AF 985.68 1 985.68 0.54 0.4686  
BE 4310.56 1 4310.56 2.35 0.1343  
BF 3.78 1 3.78
2.06E-
03 0.9641 
 
BG 2891.8 1 2891.8 1.57 0.2176  
CD 334.11 1 334.11 0.18 0.6723  
CE 3621 1 3621 1.97 0.1689  
CF 1375.5 1 1375.5 0.75 0.3925  
DF 588.25 1 588.25 0.32 0.5749  
EF 9072.05 1 9072.05 4.94 0.0326  
EG 2876.61 1 2876.61 1.57 0.2188  
A^2 6074.99 1 6074.99 3.31 0.0773  
B^2 448.39 1 448.39 0.24 0.6242  
C^2 17520.98 1 17520.98 9.54 0.0039  
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D^2 3750.63 1 3750.63 2.04 0.1616  
E^2 48915.51 1 48915.51 26.63 < 0.0001  
F^2 4.48E+05 1 4.48E+05 243.83 < 0.0001  
G^2 654.3 1 654.3 0.36 0.5543  
Residual 66118.12 36 1836.61    
Lack of Fit 62784.79 31 2025.32 3.04 0.1085 Not significant
Pure Error 3333.33 5 666.67    
Cor Total 4.90E+06 61     
 
 
Figure 6.9 Actual versus predicted values for Wcomp 
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Figure 6.10 Residual plot for Wcomp 
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where A, B, C, D, E, F and G are the coded values of the pulse tube diameter , pulse 
tube length, regenerator diameter, regenerator length, frequency, charging pressure , 
and orifice diameter, respectively. Compressor input power is another important 
response in the pulse tube refrigerator as it directly affects the cost of the machine. 
Figure 6.11 (a) shows the interrelationship between Wcomp, pulse tube diameter and 
charging pressure. The surface plot presents that pulse tube diameter and charging 
pressure affects compressor input power considerably. More compressor power is 
required for system operation if the charging pressure is low. It shows that more than 
1100 W power required when the charging pressure is 5 bar and below 300 W power 
required while the charging pressure is 15 bar as in the present operating condition. It 
also indicates that for a large size of diameter of the pulse tube less amount of 
compressor input power is required. The amalgamated effect of the pulse tube length 
and operating frequency on the Wcomp is shown in Figure 6.11 (b), in terms of the 
response surface 3-D plot, while keeping the other factors constant. It indicates that 
more compressor power needed for low operating frequency and less compressor 
power required for high operating frequency. It is reported that more than 700 W 
power required when the charging pressure is 6 Hz and below 450 W power required 
while the operating frequency is 18 Hz. The small opening of orifice causes high 
compressor power while increases in opening causes low compressor power as shown 
in Figure 6.11 (c).  It demonstrates that the increase in the pulse tube length and 
regenerator length causes a small change in the input power of the compressor. The 
combined interaction effects of the regenerator diameter and length on input power of 
the compressor is shown in Figure 6.11 (d) in terms of 3-D surface plot, while keeping 
the other factors constant. It shows that increase in regenerator diameter from 15 mm 
up to 21 mm requires decreases in compressor input power and it requires a lowest 
compressor power at 22.5 mm and further increase in diameter causes increase in input 
compressor power. 
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(a) effect of pulse tube diameter (A) and charging pressure (F) 
 
(b) effect of pulse tube length (B) and operating frequency (E) 
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(c) effect of pulse tube length (B) and orifice opening (G) 
 
(d) effect of regenerator length (D) and regenerator diameter (C) 
Figure 6.11 The response surface 3-D plot of input power of the compressor (Wcomp).  
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...n, and b=1, 2...m. Normalization of each attribute is carried out to transform different 
scales and units among various attributes into a common measurable scale. In the 
present case the rating matrix is normalized lower the better scale, by the following 
equation. 
 
   *
max
max min
ab aba
ab
ab abaa
x x
x
x x
   for lower the better attributes   
 (6.4) 
 
Figure 6.12 Pareto front of NSGA-II solution for OPTR 
 
Table 6.5 Pareto optimal solution for Wcomp and Tcold with corresponding parameters 
setting 
SN A B C D E F G Tcold Wcomp
1 10.4 109.7 23.886 99.9735 17.9365 14.9545 0.00061 111.055 202.293
2 18.6 98.64 21.556 93.776 6.06045 5.07801 0.00085 34.8946 1218.32
3 18.6 98.64 21.556 88.776 6.06045 5.07801 0.00085 35.1050 1220.54
4 18.6 97.16 21.972 94.3955 6.29263 6.05144 0.00085 36.1576 1060.86
5 18.6 98.64 21.556 91.2987 6.06045 5.07801 0.00085 34.955 1219.68
6 12.9 110.9 23.886 99.9735 17.9365 14.8568 0.00068 93.6586 206.533
7 18.6 98.52 21.374 93.9796 6.35645 5.86883 0.00085 36.2568 1084.37
8 10.4 104.7 23.886 98.7235 17.5615 14.9545 0.00061 113.561 210.421
 166 
 
9 18.6 97.50 22.218 89.5674 6.07891 7.36479 0.00085 38.7202 904.619
10 18.4 103.5 21.510 94.8582 6.52718 8.80396 0.00085 40.5543 692.307
11 18.6 98.64 21.556 90.1124 6.06045 5.07801 0.00085 35.0144 1220.15
12 18.6 98.64 21.556 88.776 6.06045 5.07801 0.00085 35.1050 1220.54
13 10.8 111.0 23.499 99.7993 17.8853 14.9387 0.00062 104.788 203.272
14 10.9 104.9 23.886 99.4616 17.6830 14.9357 0.00062 107.829 207.040
15 18.6 97.59 21.473 93.7908 6.09343 6.84540 0.00085 36.4524 956.782
16 10.4 109.7 23.886 99.9735 17.9365 14.9545 0.00061 111.055 202.293
17 18.6 98.64 21.556 96.2987 6.06045 5.07801 0.00085 37.8693 1235.25
18 19.0 101.3 22.385 97.2940 9.19355 14.6208 0.00087 56.1153 269.300
19 17.7 104.3 23.637 98.7439 11.2134 13.9404 0.00083 63.1934 275.687
20 18.6 98.64 21.556 93.776 6.06045 5.07801 0.00085 34.8946 1218.32
21 10.9 87.17 23.888 99.5568 17.7214 14.8778 0.00062 117.699 214.232
22 18.5 98.32 21.104 74.1743 6.25061 14.6997 0.00085 45.8676 355.779
23 18.6 98.39 21.490 93.3576 6.06946 5.76301 0.00085 35.4966 1110.77
24 17.6 104.4 23.446 96.3810 8.71952 12.1254 0.00082 51.6829 394.712
25 11.1 106.4 23.835 96.4943 16.9021 14.4220 0.00063 104.036 225.581
26 18.8 98.05 21.208 95.5043 6.23989 9.85724 0.00086 39.2037 604.121
27 18.9 99.11 22.114 96.3978 7.60250 10.9912 0.00086 45.7927 465.544
28 18.7 98.20 21.620 94.3287 6.10210 8.86143 0.00086 38.2283 710.914
29 17.1 98.64 22.258 96.3327 8.03988 8.41676 0.00081 54.2220 750.601
30 18.6 98.64 19.056 95.1124 6.06045 6.32801 0.00085 41.7989 1057.11
31 18.6 108.3 21.393 93.0718 6.10861 8.06239 0.00086 43.0693 773.966
32 18.6 98.62 21.507 81.8690 6.10239 8.23927 0.00085 38.7382 785.698
33 18.8 95.97 21.507 96.2743 7.08363 11.5715 0.00086 43.0024 449.031
34 14.8 108.4 24.014 93.0085 16.4512 14.7814 0.00074 84.9132 233.094
35 13.6 101.5 22.655 99.9420 11.7287 14.8828 0.00071 74.6031 287.780
36 18.6 105.8 21.416 93.0786 6.09856 7.71187 0.00085 39.2043 826.376
37 18.6 98.53 21.549 86.8308 6.08779 7.9518 0.00085 37.7581 818.912
38 18.6 98.48 21.069 86.1369 6.32731 6.88184 0.00085 37.5413 946.858
39 18.1 105.2 21.812 99.3171 6.37616 11.8731 0.00084 47.5557 463.508
40 18.8 97.76 22.105 95.5302 7.08352 9.17704 0.00086 41.4820 643.576
41 18.5 98.62 21.369 88.1056 6.20781 9.07980 0.00085 38.8069 690.323
42 17.8 104.7 22.488 99.3704 8.04828 6.8608 0.00083 42.4433 892.362
43 15.8 104.1 23.530 99.2766 13.0535 14.7208 0.00077 69.2464 243.429
44 17.6 99.03 21.039 94.8693 8.61506 8.80346 0.00082 44.1637 660.426
45 18.6 97.34 21.604 94.3840 6.27175 10.9564 0.00085 40.9620 523.825
46 10.7 102.6 22.053 94.0305 17.5595 9.77325 0.00062 88.1822 422.065
47 15.8 101.5 21.368 98.7976 9.46593 14.7506 0.00077 56.3780 312.416
48 10.9 112.1 23.888 95.8068 17.7214 14.8778 0.00062 102.803 215.060
49 19.9 99.13 22.907 94.5571 6.48126 6.1902 0.00089 38.4759 1024.89
50 10.8 111.0 24.749 99.7993 17.8853 14.9387 0.00062 109.403 205.725
 
      The deviation in performance values of each alternative is calculated using MDT. 
For the attribute (Ab b=1, 2…m), the deviation value of the alternative (Sa| a = 1, 2 
….n) from all the other alternatives can be calculated by the following equation 
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    ,ab b ab ab bD w d r r w    (6.5) 
Where wb is the weight of the attributes to be calculated and Dab(wb) is the deviation 
value of the alternatives. 
The entire deviation rates of all choices with respect to other choice for the attribute 
(Ab| b =1, 2… m) can be calculated by the following equation. 
      
1 1 1
,
N N N
b b ab b ab ab b
a a c
D w D w d r r w
  
      (6.6) 
Where Db(wb) is the total deviation value of all the alternatives. 
The deviation of all the attributes along all the choices is computed by the following 
equation 
      
1 1 1 1
,
M M N N
b b a ab lbc b
b b a c
D w D w d r r w
   
      (6.7) 
Where D(wb) is the deviation of all the attributes along all the alternatives. 
In order to find the weight vector w to maximize all deviation values for all the 
attributes, a linear programming model is designed, and the expression is given by 
 
   
1 1 1
2
,
1
,
. 1, 0, 1,2,........
  

    


 
M N N
b ab cb b
b a c
M
b
b
D w d r r w
s t w w b M
 (6.8) 
 The above equation can be solved by the help of a Lagrange function  
      2
1 1 1
, , 1 
  
    M N Nj ij lj j j
j i l
L w d r r w w  (6.9) 
where,  is the Lagrange multiplier. The partial derivative of L (wb,) with respect to wb 
and    are 
 
 
1 1
2
, 2 0
1 0
N N
ab bc b
a ab
M
b
b
dL d r r w
dw
dL w
d


 
      


 
 (6.10) 
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wb and   values can be computed from equation (6.9) and (6.10) 
 
 
 
 
2
1 1 1
1 1
2
1 1 1
2 ,
,
,

  
 
  
              
 

 
 
 
 
M N N
ab bc
b a c
N N
abb bc
a c
b
M N N
ab bc
b a c
d r r
d r r
w
d r r
 (6.11) 
The final normalized attribute weights can be calculated by the following equation 
 
 
 
1 1
1 1 1
,
,
 
  



 
 
N N
ab bc
a c
b M N N
ab bc
b a c
d r r
w
d r r  (6.12) 
 The results obtained through NSGA II algorithm in terms of the non-dominated 
solutions are ranked by assessing the composite score of each solution by addition of 
the weighted performance of all attributes. Considering the ranking of the solutions, one 
can choose suitable operating condition and dimensions from the top ranking solutions. 
The Solution ranking of the optimal solution set for Tcold and Wcomp has been given in 
Table 6.6. 
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Table 6.6 Solution ranking of the optimal solution set for Tcold and Wcomp obtained using 
maximum deviation theory 
SN Objective function 
values 
Normalized
objective 
function values 
Weighted
objective function 
values 
Composite 
score 
Solution
ranking 
Tcold Wcomp N Tcold NWcomp WN Tcold WN Wcomp
1 111.059 202.2938 0.0802 1.0000 0.03675 0.54197133 0.5787 35
2 34.89468 1218.324 1.0000 0.0164 0.458029 0.00888417 0.4669 44
3 35.10504 1220.544 0.9975 0.0142 0.456865 0.00771915 0.4645 48 
4 36.15769 1060.861 0.9847 0.1688 0.451042 0.09150112 0.5425 39
5 34.955 1219.684 0.9993 0.0151 0.457695 0.00817032 0.4658 46
6 93.65864 206.5335 0.2903 0.9959 0.132981 0.53974685 0.6727 19
7 36.25687 1084.374 0.9835 0.1461 0.450494 0.07916464 0.5296 41
8 113.5619 210.4215 0.0500 0.9921 0.022889 0.53770688 0.5605 37
9 38.72029 904.619 0.9538 0.3201 0.436868 0.17347767 0.6103 26
10 40.55431 692.3079 0.9317 0.5256 0.426723 0.28487236 0.7115 16
11 35.01442 1220.155 0.9986 0.0146 0.457366 0.00792349 0.4652 47
12 35.10504 1220.544 0.9975 0.0142 0.456865 0.00771915 0.4645 48
13 104.7889 203.2728 0.1559 0.9991 0.071415 0.54145766 0.6128 25
14 107.8297 207.0406 0.1192 0.9954 0.054596 0.53948077 0.5940 32
15 36.45244 956.7824 0.9812 0.2696 0.449412 0.14610877 0.5955 30
16 111.0559 202.2938 0.0802 1.0000 0.03675 0.54197133 0.5787 35
17 37.8693 1235.256 0.9641 0.0000 0.441575 0.00000000 0.4415 50 
18 56.11533 269.3006 0.7437 0.9351 0.340649 0.50681438 0.8474 2
19 63.19347 275.6873 0.6582 0.9289 0.301497 0.50346343 0.8049 6
20 34.89468 1218.324 1.0000 0.0164 0.458029 0.00888417 0.4669 44 
21 117.6998 214.2326 0.0000 0.9884 0.00000 0.53570729 0.5357 40
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 The numerical investigation with the optimum layout of the proposed OPTR is 
analyzed for the accuracy of the optimization results. This confirms that the 
presented response surface methodology in this study is effective to optimize 
the model, reducing the experimental expense in design of pulse tube 
refrigerator. 
 Finally, the proposed model can be used for selecting ideal process states for 
achieving improved pulse tube model. 
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7 Chapter 7 
CONCLUSIONS		
 
The present work covers a theoretical investigation of ITPTR and OPTR using 
available PTR simulation packages. In the first part of the study, the commercial CFD 
package, FLUENT is used for investigation the ITPTR.  It includes a compressor, three 
heat exchangers, one regenerator, one pulse tube, one inertance tube and one 
reservoir. The analysis conducted with the assumptions of no gravity and ideal gas for 
both thermal equilibrium and non-equilibrium models. The system pressure for different 
positions of the piston during operation is presented. The phase shift between pressure 
and mass flow rate during the start of the simulation and after the steady state 
condition is discussed. Different (L/D) ratio of pulse tube is considered by changing 
length, while the physical dimensions of other components and operating conditions are 
kept same. The unsteady CFD model successfully calculates the PTR performance 
through solving Navier–Stokes equations for fluid momentum and heat transfer along 
with an energy equation. 
Complex inter relationships among parameters make it difficult to ascertain the 
parametric setting by simple analysis of parameter variation effect. In this direction 
Desisgn of Experiment (DOE) related methodology is adopted in the second part of the 
study. It is preferred for asserting the effect of each possible condition in an 
investigation under the influence of numerous parameter considered with better 
precision in less experimental or simulation runs. For better accuracy result and less 
simulation run time, SAGE software is used. The analysis is conducted for both ITPTR 
and OPTR. In ITPTR case four parameters like pulse tube diameter (A), pulse tube 
length (B), regenerator diameter (C) and regenerator length (D) are considered as the 
input parameter, whereas cold head zero load temperature and compressor input power 
are chosen as output responses. Finally a multi-objective evolutionary algorithm used to 
optimize the parameters. The optimized dimensions with output results are presented in 
Table 5.6. The phase relation between the mass flow rate and pressure for the 
optimized case is presented in Figure. 5.22.  
In the case of OPTR seven parameters like,  pulse tube diameter (A), pulse tube 
length (B), regenerator diameter (C), regenerator length (D), frequency (E), charging 
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pressure (F), and orifice diameter (G) are considered to evaluate the performance in 
terms of cold head temperature (Tcold) and input compressor power (Wcomp). The 
optimization of these parameters is also conducted and reported in Table 6.7.  
Scope of Future Work 
The present work leaves a wide scope for future investigators to explore many aspects 
of PTR. Some important suggestions for future research include: 
   
(i) Based on the results generated in this work, laboratory experimental work 
need to be explored for ITPTR and OPTR in order to ascertain their 
correctness. 
(ii) The miniature pulse tube refrigerators which investigated in this study are all 
single stage. The multistage miniature PTRs are not analysed, hence the CFD 
study as well as statistical analysis of multistage configurations need 
attention for investigation. 
 
(iii) At present, the analysis is conducted for the PTRs under no load condition, 
hence the work can be extended to the model for a load condition at the 
cold head which will explore the cooling power at a specified refrigerating 
temperature. 
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APPENDIX 1 
Genetic algorithms 
Genetic algorithms have been successfully applied to various optimization problems. It 
is essentially a searching method based on the Darwinian principles of biological 
evolution. Genetic algorithm is a stochastic optimization algorithm which employs a 
population of chromosomes, each of them represents a possible solution. By applying 
genetic operators, each successive incremental improvement in a chromosome becomes 
the basis for the next generation. The process continues until the desired number of 
generations has been completed or the pre-defined fitness value has been reached.  
The genetic algorithms differ from other methods of search and optimization in a 
number of ways. (a) Genetic algorithms search from a population of possible solutions 
instead of a single one. (b) The fitness or cost function used to resolve the redundancy 
has no requirement for continuity in the derivatives, so virtually ‘‘any” fitness function 
can be selected for optimizing. (c) Genetic algorithms use random operators throughout 
the process including reproduction, crossover, and mutation. (d) Genetic algorithms are 
blind since no specified information about the intended problem is needed to obtain the 
final solution. Basically, a genetic algorithm is a randomized search technique to 
simulate the nature evolution. It operates on a finite population of chromosomes. The 
chromosome is formed from genes. The fundamental characteristics of the chromosome 
are the values and the positions of the genes. Each chromosome has its own fitness 
measure based on the value and position. The new offspring of chromosomes is 
provided through genetic operations, i.e. selection, crossover and mutation, which 
provide a powerful global search mechanism. Typically binary coding is used in classic 
genetic algorithm, where each solution is encoded as a chromosome of binary digits. 
Each member of the population represents an encoded solution in the classic genetic 
algorithm. For many problems, this kind of coding is not nature. Generally, a genetic 
algorithm consists of the following steps that are repeated until the optimum solution is 
found. 
 (1) Initialization means the creation of the initial population. Many adaptive search 
methods work from point to point, using local information to decide which point to 
explore next. By contrast, the genetic algorithms use a set of population which consist 
many points to start the search simultaneously. The initial population is generated 
randomly and the population size is kept constant throughout the process.  
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(2) Evaluation of the fitness functions of chromosomes in the population. The fitness 
function is in most cases the objective function that should be maximized (or 
minimized) in the optimization problems. The fitness function is defined as the sum of 
squared differences between the randomly generated guess values and the exact 
solutions. 
(3) Selection is the survival of the fittest within the genetic algorithm and it is based on 
the fitness functions of chromosomes to produce a new pool of population for the 
subsequent genetic operations. There are many ways to achieve effective selection. 
One of them is proportionate selection with ranking. The fitness function is normalized 
with the average value, so the chromosomes with above average fitness will be kept for 
the next steps. That is at each generation relatively good chromosomes are reproduced, 
the relatively bad chromosomes die out. This step directs the search towards the best. 
(4) Crossover is a mating operator to allow production of new offspring through 
combination of parts of chromosomes with the purpose of constructing a better 
solution. The simplest way is called the one-point crossover. It is done by choosing 
randomly a pair of the chromosomes and swapping parts of these chromosomes to form 
a new pair of chromosomes.  
(5) Mutation is the occasional (with small probability) random alteration of the genes of 
chromosome. The mutation operator arbitrarily alters one or more genes of a selected 
chromosome, which increase the variability of the population and against the loss of 
important genetic genes at a particular position. Each bit position of each chromosome 
in the new population undergoes a random change with equal probability. 
After mutation, the offspring are including into the pool of population to repeat the 
process. 
The computational procedure of a genetic algorithm is as follows: 
Step 1. Generate at random an initial population of chromosomes. 
Step 2. Evaluate the fitness of each chromosome in the population. 
Step 3. Select the best chromosomes, based on the fitness function, for reproduction. 
Step 4. Choose at random pairs of chromosomes for mating. Exchange bit genes with 
crossover to create new pairs of chromosomes. 
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APPENDIX 2 
 
DESIGN OF EXPERIMENTS 
In many engineering problems there are more than one variable are related, and 
it is of attention to model and explore this relationship.  
In general, suppose that there is a single dependent variable or response y that 
depends on ‘k’ independent or regressor variables, for example, x1, x2,. .., xk. The 
relationship between these variables is characterized by a mathematical model called a 
regression model. The regression model is fit to a set of sample data. In some 
instances, the investigator knows the exact form of the true functional relationship 
between y and x1, x2,..., x, say  y = Ø(x1, x2,.. ., xj). However, in most cases, the true 
functional relationship is unknown, and the investigator chooses an appropriate function 
to approximate. Low-order polynomial models are widely used as approximating 
functions [230]. 
LINEAR REGRESSION MODELS  
The focus is here to fitting linear regression models. To illustrate, suppose an 
empirical model relating the viscosity of a polymer to the temperature and the catalyst 
feed rate. A model that might describe this relationship is 
 0 1 1 2 2y x x        A2-1 
where y represents the viscosity, x1 represents the temperature, and x2 represents the 
catalyst feed rate. This is a multiple linear regression model with two independent 
variables. This is generally called the independent variables predictor variables or 
regressors. 
The term linear is used because Equation A2.1 is a linear function of the unknown 
parameters ᵦ0, ᵦ1, and ᵦ2. The model describes a plane in the two-dimensional x1, x2 
space. The parameter ᵦ0 defines the intercept of the plane. ᵦ1, and ᵦ2 are the partial 
regression coefficients, because ᵦ1 measures the expected change in y per unit change 
in x1 when x2 is held constant, and ᵦ2 measures the expected change in y per unit 
change in x2 when x1 is held constant. In general, the response variable y may be 
related to k regressor variables.  
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 0 1 1 2 2 .... k ky x x x           A2-2 
The model is called a multiple linear regression model with k regressor variables. The 
parameters ᵦj, j= 0, 1,... , k, are called the regression coefficients. This model describes 
a hyper plane in the k-dimensional space of the regressor variables {xj}. The parameter 
ᵦj represents the expected changes in response Y per unit change in xj when all the 
remaining independent variables ( )ix i j are kept constant.  
 For the second-order response surface model in two variables:  
 2 20 1 1 2 2 11 1 22 2 12 1 2....y x x x x x x                A2-3 
If we let 2 23 1 4 2 5 1 2 3 11 4 22 5 12x =x ,x =x ,x =x x ,β =β ,β =β  and β =β  then this becomes  
 0 1 1 2 2 3 3 4 4 5 5y x x x x x                 A2-4 
which is a linear regression model. In general, any regression model that is linear in the 
parameters (the ᵦ values) is a linear regression model, regardless of the shape of the 
response surface that it generates.  Methods for estimating the parameters in multiple 
linear regression models is often called model fitting.  
 The method of least squares is typically used to estimate the regression 
coefficients in a multiple linear regression model. Suppose that n > k observations on 
the response variable are available, say y1, y2, y3. .  yn. Along with each observed 
response y, we will have  an observation on each regressor variable and let Xij denote 
the ith observation or level of variable xi. The data will appear as in Table A2 1.  
The model equation (EquationA2.2) in terms of the observation in Table 1 as 
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The difference between the actual observation yi and corresponding fitted value iˆy is the 
residual; say ˆ .i i ie y y    
Standardized or studentized residuals: zi: The residual ei scaled by its standard 
deviation. The observations having more than ±2 standardized residual are identified as 
outliers with 95% confidence. The formula is: 
  1
i
i
i
e
z
MSE h

  
 
where MSE = mean square error and hi = leverage. The denominator is an estimator of 
the standard deviation of ei. 
Standard error of fitted value (SE fit): The estimated standard deviation of the 
fitted value at a given predictor point X′0 = [1, x1,0, . . . , xm,0] is given formula as  
   12 ' 0'Os X X X X    
where s2 = MS Error. 
Confidence interval: The range in which the estimated mean response for a given set 
of predictor values is expected to fall. The interval is defined by lower and upper limits, 
which is calculated from the confidence level and the standard error of the fits. The 
formula is: 
    0 0ˆ ˆ1 / 2;y t n p s y     
where α = chosen risk value, n = number of observations, p = number of predictors, 
and 
     12 '0 0ˆ 'Os y s X X X X     
where s2 = mean square error. 
Leverages: This statistic indicate whether an observation has unusual predictor values 
compared to the rest of the data. An observation with large leverage value will exert 
significant influence on the fitted value as well as on the regression model. 
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The leverage of the ith observation, hi is the ith diagonal element of the hat matrix H, 
which is a (n × n) projection matrix specified as: H = X(X’X)−1X’. 
Its value falls between 0 and 1 and the observations with considerable large leverage 
should be examined. 
Estimating 2  
It is also usually necessary to estimate 2 . To develop an estimator of this parameter, 
consider the sum of squares of the residuals, say 
 2 2
1 1
ˆ( ) '
n n
E i i i
i i
SS y y e e e
 
      A2-12 
 ˆ' ' 'ESS y y X y         A2-13 
Equation A2.13 is called the error or residual sum of squares, and it has n-p degrees of 
freedom associated with it.  
So an unbiased estimator of 2  is given by  
 2 E
SS
n p
    A2-14 
Regression model fitting is almost always done using a statistical software packages. 
We used Design-Expert® version 7.1 software packages for present investigation. 
The Box-Behnken Design  
Box and Behnken have proposed some three-level designs for fitting response  surfaces. 
These designs are formed by combining 2k factorials with incomplete block designs. The 
resulting designs are usually very efficient in terms of the number of required  runs, and 
they are either rotatable or nearly rotatable. 
The Box—Behnken design is shown geometrically in Figure A2 1. Notice that the Box—
Behnken design is a spherical design, with all points lying on a sphere of radius √2	. 
Also, this design does not contain any points at the vertices of the cubic region created 
by the upper and lower limits for each variable. This could be advantageous when the 
points on the corners of the cube represent factor-level combinations that are 
prohibitively expensive or impossible to test because of physical process constraints. 
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 Re gression Total ErrorSS SS SS   A2-17 
Where yij=ith observed response of jth replicate ˆ thiy i fitted response, and Iy = mean 
of all (nXr) observations. 
The sum of squares for r set of replicates are calculated and added together to create 
the pure error sum of squares (SSPE). Sum of square error SSError is the sum of pure 
error sum of squares SSPE and sum of squares lack of fit SSLOF . 
  2n rPE i j i
i j
SS y y
        A2-18 
 LOF E PESS SS SS   A2-19 
Where Iy = mean of r replicates of i
th observed response.  
Degree of Freedom 
It depicts the number of independent variables needed to calculate the sum of squares 
the response data. The degrees of freedom for each component of the model are: 
DFRegression=t-1 
DFError=n-t 
DFTotal=n-1 
DFABl=(A-1)(B-1) 
DFPE=n-m 
where n = number of observations, t = number of terms in the model, a, b = number 
of levels of factors A and B, respectively. DOF of pure error DFPE is (n – m), where n = 
number of observations and m = the number of distinct x-values. 
Mean Square 
In an ANOVA, the term Mean Square refers to an estimate of the population variance 
based on the variability among a given set of measures. The calculation for the mean 
square for the model terms is: 
 TermTerm
Term
AdjSS
MS
DF
  A2-20 
F-value: F-value is the measurement of distance between individual distributions. More 
the F-value, less is the P-value. F is a test to determine whether the interaction  and  
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main effects are significant. The formula for the model terms is: 
 TermTerm
Error
MS
MS
Ms
  A2-21 
 Larger values of F support rejecting the null hypothesis that there is not a significant 
Effect. 
P-value: P-value is used in hypothesis tests helps to decide whether to reject or fail to 
reject a null hypothesis. The p-value is the probability of obtaining a test statistic that is 
at least as extreme as the actual calculated value, if the null hypothesis is true.  
Model Adequacy Check 
The adequacy of the underlying model can be checked from ANOVA as follows: It is 
always necessary to examine the fitted model to ensure that it provides an adequate 
approximation to the true system. 
R2: Coefficient of determination; indicates how much variation in the response is 
explained by the model. The higher the R2, the better the model fits the data. The 
formula is: 
 2 1 Error
Total
SS
R
SS
   A2-22 
Adjusted R2 (Adj R2): Adjusted R2accounts for the number of factors in the model. 
The formula is: 
 2 1
/
Error
Total Total
MS
R
SS DF
   A2-23 
Lack-of-fit test: This test checks the straight line fit of the model. To calculate the 
pure error lack-of-fit test: 
1. Calculate the pure error mean square: 
 PEPE
PE
SS
MS
DF
  
2. Calculate the lack-of-fit mean square: 
 LOFLOF
SSE PE
SS
MS
DF DF
   A2-24 
3. Calculate the F-statistic = MSLOF /MSPE and corresponding p-value. Large F-values and 
small p-values suggest that the model is inadequate. 
